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SUMMARY

A Buried Waste Line Register has been prepared as part of the

FSOC #49 program to study the corrosion of buried waste lines at NRTS.

This report contains Part IV and includes data sheets for all buried

waste lines at CPP together with the CPP Waste Line Identification

drawing; other similar reports will be prepared for TRA, TAN, and CFA-

ARA-SPERT. Buried waste lines are identified by a number and code

which designates the diameter, use, and material of construction. In-

formation on the location, kind and quantity of waste carried, and a

pipe description is given. The companies who designed and constructed

the pipeline and approximate date of construction are given, together

with drawing and specification numbers which can be used to obtain addi-

tional information. The CPP Waste Line Identification drawing can be

used to locate the waste lines and to determine their flow route with-

in CPP.
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I. INTRODUCTION

Liquid wastes at NRTS are generally transferred from one building

to another and to waste storage or disposal areas in buried pipelines.

Wastes at NRTS are almost entirely aqueous solutions which can be di-

vided into three major catagories: (1) waste containing radioactive

isotopes, (2) waste containing varying amounts of chemicals, and (3)

sanitary wastes. There are also some buried off-gas waste lines.

In 1971, a program, designated FS&OC #49, was initiated to locate

and catagorize all buried waste lines and to establish a corrosion

monitoring program for potentially hazardous underground piping systems.

As part of this program, a Register is being prepared for waste lines

of all areas at NRTS operated by Aerojet Nuclear Corporation or Allied

Chemical Corporation; it will include TRA, CPP, TAN (TSF, IET, EBOR,

and LOFT) and CFA, PBF, and ARA I, II, III, and IV. A plot plan of

buried waste lines has also been prepared for use in locating the lines.

The information in Part IV was compiled primarily from "CPP Area

Utilities Systems" drawings (Dwg. Nos. 1230-B21-series), These 23

drawings show all underground utility lines including buried waste lines.

Detailed drawings are not yet complete for some of the waste tank farm

area, and information was obtained from yard and piping construction

drawings as was most of the materials of construction and encasement

information. Lines were also identified from the CPP Waste Collection

and Storage Facilities Flow Schematic drawings (Dwg. Nos. 053,191,

053,192, 053,193, and 054,137). Information on materials of construc-

tion was also obtained from construction specifications. In most cases,

the line identification number includes the diameter, classification

of waste, the material of construction, and a pipe line number.

Information on the type and quantity of waste carried was obtained

directly from area personnel using the "Survey of NRTS Waste Manage-

ment Practices"(1) as a guide. The typed Register Cards, prepared

for use in the FS&OC #49 program, are being presented here in report

form for distribution to area personnel.
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II. DESCRIPTION OF DATA SHEETS

Data sheets for all buried waste lines at CPP have been prepared

from the Register cards which were prepared for "Corrosion Studies of

Buried Waste Lines", FS&OC #49; they have been divided into two major

groups, (1) process lines and (2) waste tank farm lines. The process

lines include those which handle the different types of waste in the

waste networks which service the entire plant; this group has been

divided into four sections according to the usual waste material han-

dled by the pipe. The waste tank farm lines include all buried lines

in the liquid storage area of CPP except the main lines which transfer

waste to and from the storage area and other areas of the plant. The

tank farm lines have been divided according to their purpose or func-

tion: transfer lines, sump return lines, drain lines, and vent lines.

The waste tank farm consists of concrete vaults containing 300,000 gal.

stainless steel tanks for interim storage of liquid waste containing

fission products from the reprocessing of spent reactor fuel and the

pipes, valves, valve boxes, and other equipment associated with the

operation of the storage area. Buried lines within this area have been

defined as those outside of cells or vaults which are buried either

directly in the soil or encased in stainless steel pipe, clay tile,

or concrete enclosures. Transfer lines are used to move liquid waste

to and from the storage area and between tanks; a large number of lines

are provided for maximum flexability. Liquid waste storage capacity

has been increased five times since the original construction of CPP,

and provisions have been made for removal of waste to the calcining

facilities; therefore, changes in contractors, encasements, and line

numbers occur along lines which otherwise appear to be continuous.

Because of the extremely high level of radioisotopes in the CPP liquid

waste, the waste storage area has been constructed with a number of

safety features to assure absolute containment of the waste if a leak

occurs in a stainless steel tank or pipe containing the liquid waste.

Each vault containing a tank has one or more sumps which will collect

waste if any leak in the tank occurs; the sump return lines provide a

means of emptying these sumps and returning the liquid to the tank

until the waste can be transferred into another spare storage tank.

Emergency drain lines are provided for return of waste to the vault sumps
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from junction boxes and valve pits into which the encasements of trans-

fer lines can drain. Vent lines provide safety precautions for the

waste storage tanks including a pressure relief system which prevents

either a negative or positive pressure in the tanks during transfers

by jetting. Heat generated by radioactive decay can be removed by

cooling coils provided in the tanks; off-gas vent lines and condensers

connected to the tanks eliminate the possibility of discharging radio-

active vapors to the atmosphere in case the temperature of the liquid

waste increases due to inadequate cooling of the decay heat. Drain lines

are provided from the condenser back to the emergency sump and drain

system. High level waste is transferred from the various storage tanks

to the Waste Calcining Facilities (WCF) where the liquid waste is cal-

cined to an oxide and stored in solid storage bins. The solid calcined

waste is transferred to the bins by transport air through encased buried

lines; the transport air is returned to the calciner off-gas system in

the same encasements. The calcine storage bins are inside of vaults.

Safety features similar to those in the tank farm have been incorporated

in the solid waste area.

During the 20 years since CPP was constructed, there have been many

additions and changes in the processes performed. Buried pipe lines

used for processes not currently operating, such as the Rala lines, have

been included, but the waste information indicates that they are not in

use at this time. Lines designated "out of service" include only those

for which there is no forseeable use because of rerouting of waste

through other lines or complete change in plant operating mode; these

could be reactivated for other purposes if so desired. Lines designated

"ABANDONED" have been disconnected so that construction and repairs are

required to use them again; they are included because they are sometimes

encountered during underground construction projects.

Each buried waste line has been identified by a coded number which

describes the waste line. The first number, given in inches, is the

diameter of the pipe. The first two letters designate the use of the

line by indicating the classification of the liquid waste carried. For

easy cross reference with other NRTS sites, the waste classification

has been written out as high level radioactive, low level radioactive,
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service waste, sanitary sewer, or off-gas. A wide variety of code de-

signations (see Glossary) has been used by different construction con-

tractors at CPP; no changes were made in these codes during this study.

Most all liquid wastes at CPP containing radioactive isotopes will be

classed as high level waste at other NRTS sites; therefore, the level of

activity has been based on whether the waste is going directly to the

tank farm or calciner bins for interim storage (PW, high level radio-

active) or to the process evaporator in CPP 604 (PL-low level radio-

active) for concentration before storage. High level waste usually re-

quires heat removal during storage. The third letter is a code for

the materials of constuction; at CPP, these have been designated simply

as stainless steel (A) and non-stainless steel (N), but occasionally,

a third letter remains from construction numbering systems which has

no consistent meaning. In general, lines are identified by numbers

assigned to them on design and construction drawings, but new numbers,

starting at 100,000, have been assigned by CPP Design Engineering to

unnumbered lines and lines being constructed.

The complete Register includes waste lines for all areas operated

by Aerojet Nuclear Corporation or Allied Chemical Corporation; this

report contains only lines in the CPP area. Each functional area has

been divided into geographic locations to simplify locating the lines;

the letter codes and designations (see Glossary) already in use through-

out the plant have been followed excepting that only locations having

significant area and containing several waste lines have been included.

Manholes, pump pits, junction boxes, etc. which afford access to the line

are given in the data sheets. The exact location of the line is given

by designating the point from which the waste originates and the point

to which the waste is flowing. These points may be a building, a tank,

or another waste line.

When available, information on the nature and quantity of waste

transferred in the buried line is given in tabular form. These data

were collected to evaluate the relative hazards of the lines and

determine which lines are most likely to experience internal corrosion.

The waste source is sometimes given by a vessel,, a plant cell, a

storage tank, or a building from which it is discharged. Data on volumes
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and flows are only approximate because, in most cases, they represent

only an estimate of the average waste handled when certain processes

are operating; operating times for different processes at CPP vary with

the year according to fuel loads and the economics of operation. In

the case of the Rale lines, no further processing is expected. Zirconium

fuel wastes (STR) are currently mixed with the aluminum fuel wastes, and

the lines associated with the original STR-SIR interim storage tanks

(WM-103, -104, -105, and -106) are no longer being used. Although liquid

waste is now being calcined to an oxide and stored in the solid storage

bins, the liquid waste will continue to be collected and stored in the

waste tank farm prior to calcination: however, future processing

and calcining schedules may change the type of waste handled from that

currently reported. Pilot plant wastes are continually changing;

descriptions of current and previous wastes are included as

guides to the nature of the use of these lines. Lines for new construc-

tion projects scheduled for FY 72 have been included, and appropriate

remarks have been made on lines being removed from service by the changes;

these projects include the waste monitoring and diversion project, the

fuel storage basin cleanup project, and relocation of the waste system

on the west side of CPP 603. Volumes are given as gallons per month

(gal/mo) unless otherwise stated. When frequency is continuous, the

line is used over a 24 hour period and daily, but it may have a variable

and intermittent flow. The chemical or radioactive contents which

could possibly contaminate the environment are listed together with any

available estimates of the rate or quantity discharged. Fission products

in waste at CPP are the fairly long lived isotopes since spent reactor

fuels are stored a minimum of 120 days before they are processed.

Raffinate from zirconium fuels (STR) are fluoride solutions containing

aluminum nitrate to complex excess fluoride so that the solutions are

not corrosive to stainless steel. The raffinates from alumiuum fuel

are nitrate solutions as are the stainless steel solutions from the

electrolytic dissolver. The SIR .raffinate is a sulfuric acid solution

of stainless steel. Calcine is the oxide product formed by fluid-bed

calcination of these various raffinates. Again, these values for waste

are estimates and should not be construed as actual quantities discharged.
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Pressure and temperature are given only if they are not ambient or

atmospheric.

Information describing the pipeline was included whenever it was

readily available from drawings and specifications used to identify

and locate the lines. Abbreviations used occasionally for material of

construction are given with the codes for materials in the Glossary.

The thickness of the pipe or the schedule, which can be used to deter-

mine the thickness, are given on the data sheets. At CPP, the depth

of the pipe is referenced to the datum plane of 4917.00 ft above mean

sea level; control monuments establish this elevation in the yard areas.

The floor level of CPP 602 and 630 are at zero (0'00") while the tank

farm grade level is six inches below the datum plane (-0' 6"); generally,

the buried depths given in the Register are somewhat greater than the

distance the pipes are located below grade for process lines, but are

nearly the same for the waste tank farm area. The highly radioactive

waste lines at CPP are encased and/or supported; a general description

of the different categories of encasements is included in the Glossary.

Pipe coatings, where known, are also given under encasements.

The company which designed and the company which originally con-

structed the waste line are given. The approximate year the construc-

tion was completed is presented to assist in estimating the age of the

waste line. Information is not available on changes, repairs, or

modifications made by operating contractors since the time of construc-

tion. The drawing numbers used for the data in the Register are listed

and can be examined for additional information about the pipeline.

The CPP Waste Line Identification drawing (No. 402,590), containing

liquid waste lines and off-gas lines, is presented in two parts in this

report; the main process and waste handling facilities are on the first

fold-out page and the fuel storage area at the south end of

CPP is on the second fold-out page. This drawing can be used

to locate the buried waste lines for which data are given in this report.

All other buried utility lines have been omitted from this waste line

drawing. Identification codes are shown for each line. This drawing

is a flow diagram: construction drawings listed on the data sheets

should be consulted for more accurate and detailed location of the pipe-

lines.
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III. GLOSSARY OF TERMS AND ABBREVIATIONS

A. Liquid Waste Classification Codes

Pia
PW High level radioactive waste

TA

PL
DC Low level radioactive waste

BW

SW Service waste - non radioactive waste which may contain

HF chemicals - (includes hydrofluoric acid lines and condensate

CT lines).

SS Sanitary sewers - wastes which goes to the waste treatment

WQ plant.

VG
OG
PS Off-gas - (includes vent gas, vessel off-gas, dissolver off-

DG gas, jet vents from samplers).

CG
SG

A Stainless steel (abbreviated SS)

N Nor stainless steel

Others No consistant meaning

C. Area and Location Designations

FOS Fuel Oil Storage
OGF Off Gas Facility

PHE Boiler House

SFE Fuel Storage Basin

WCF Waste Calcining Facility

WCS Waste Calciner Storage

WDS Calcine Oil Storage

WM Liquid Waste Storage

WQ Sanitary Sewer treatment plant

YDA Yard area A - between CPP 601 and CPP 604.
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YDB Yard area B - Utilities area southwest of CPP 601
YDC Yard area C - around CPP 637
YDD Yard area D - northwest corner of CPP yard area.

ARA Advanced Reactor Area
CPP Chemical Processing Plant
TAN Test Area North
TRA Test Reactor Area
MAE Manhole

D. Construction and Design Company Designations 

Arrington--Arrington Construction Company, Idaho Falls, Idaho.
Bechtel--Bechtel Corporation, San Francisco, California

Blaw Knox--Blaw Knox Construction Company, Pittsburg, Pennsylvania.

H. K. Ferguson--H. K. Ferguson Company, Los Angeles, California.

Fluor--Fluor Corporation Ltd., Los Angeles, California.

Foster Wheeler--Foster Wheeler Corporation, New York, New York

INC--Idaho Nuclear Corporation, Idaho Falls, Idaho.

Norman Eng.--Norman Engineers, Los Angeles, California.

Pritchard--J. F. Pritchard and Company, Engineers-Construction,

Idaho Falls, Idaho.
F. C. Torkelson--F. C. Torkelson Company, Salt Lake City, Utah.

H. S. Wright--H. S. Wright, Seattle, Washington

E. Waste Description, Abbreviations, and Units 

Aband. Abandoned
Al Aluminum fuel process
ANN Aluminum Nitrate Nonahydrate
B & S Bell and Spigot
CDE Contamination-Decontamination Experiment
CFD Cold Floor Drain
chem. Chemicals
CI Cast Iron
cond. Condensate
cpm/ml Count per minute per milliliter
CS Carbon Steel
cu. Cubic
decont. Decontamination
diss. Dissolver
Div. box Diversion box
Dwg. Drawing
evap. Evaporator
F.P. Fission Product
PEW Process Waste Evaporator
raffinate Waste stream from an extraction column

Rala Radioactive Lathanium process
reg. Regeneration
scfm Standard cubic feet per minute
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SIR Ship Intermediate Reactor fuel process

soln Solution
SS Stainless Steel
STR Submarine Thermal Reactor fuel process

Thk. Thickness
Turco Commercial decontamination solution

VAC Vacuum
WCF Waste Calcining Facility

Zr Zirconium fuel process

F. Encasements 

Tile Pipe Vitreous clay pipe, 6" and 8" diameter, usually

enclosed in concrete. Pipeline is centered in

the tile with a support.

SS Pipe Type 304L stainless steel pipe, 6" diameter. Pipe-

line is centered in encasement by 3 SS lugs spaced

1200 apart.

Concrete Pipeways Continuous rectangular troughs with removable con-

crete tops supported on concrete piles to bedrock.

Most encasements are lined with stainless steel

and drain to sumps. Numbers correspond to those

on construction drawings and indicate minor vari-

ations in design.

Similar to concrete pipeways, but specifically de-

signed for lines from the process building

(CPP 601) to the small interim storage tanks

(WM-103, -104, -105, and -106).

Rala Pipeway Concrete tunnel extending approximately 20 ft south

of CPP 631. The remainder of these lines are buried

directly in the soil.

STR Encasement
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IV. DATA SHEETS FOR PROCESS LINES
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IV. DATA SHEETS

Section A

Radioactive Waste Lines
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FORM INC-2.145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LH4EA

IDENTIFICATION 1" PwA-1

CLASSIFICATION High level radioactive

BURIED FROM cPP-601
TO 1" PwA -15

WASTE SOURCE (AT cl3P-601

STR-SIR Raffinate

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

347 SS

0.04rTHK
Sch 40

BURIED DEPTH(.-) 6t-10"
ENCASEMENT STR encasement

AREA

LOCATION

ACCESS

cPP

roPL-wM

MATI-WM-Pw-023

VOL(GAL/MO) FREQ. CONTENT(PER MO)

0 0 H2SO4 SS

Comple1;:ed TIP

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1234-B21-104-286

1230-821-1011305

REMARKS Goes to WM-103. Not used since 1965 except for water tests.

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOWE OF BURIED WASTE LINES

111 PWA-4

High level radioactive

crp-6o1
WM-106

AREA

LOCATION

ACCESS

PRES & T° 

ePP

YDA,wm

MAH-WM-Pw-016

WASTE SOURCE (AT CPP-601 ) VOL(GAL/M0) FREQ. CONTENT(PER MO) PRES & TO 

STR-SIR Raffinate 0 0SS A-H2SO4

Complexed HF

DESCRIPTION

MATERIAL 347 SS

SCHEDULE

LENGTH 5671'

BURIED DEPTH(-) 61-10" to (-) 18 1
ENCASEMENT STR encasement

REMARKS

-211

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

Not used since 1965 except water tests

Blaw Knox
Pritchard
1953
1230-B21-104-286
1230-B21-104-305
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1" PWA-5

High

CPP-601
1" PWA-17

level radioactive

WASTE SOURCE (AT CPP-601

STR-SIR Raffinate

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 4o
LENGTH

BURIED DEPTH-) 171-1"

ENCASEMENT STR encasement

598'

AREA

LOCATION

ACCESS

CPP

YDA-WM

MAH-WM-PW-022
MAH-WM-PW-024
MAH-WM-PW-025

VOL (GAL/MO) FRED. CONTENT (PER MOZ PRES & To

0 0 SIR-SW

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

REMARKS Goes to WM-105. (Not used since 1965).

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

Blaw Knox
Pritchard
1953
1230-B21-104-286
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

1" PwA-8

High level radioactive

CPP-601
1" PWA-19

WASTE SOURCE (AT CPP-601.

STR-SIR raffinate

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 4o
LENGTH 576"

BURIED DEPTH(-) 17t-1."

ENCASEMENT STR encasement

VOL (GAL/MO) FRED. 

0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

REMARKS Goes to WM-106 Not used. since 1965.

AREA

LOCATION

ACCESS

CPP

YDA

MAH -WM -PW -026

CONTENT(PCR KALsa

STR-SIR

Blew Knox
Pritchard
1953
1230-B21-104-286
1230-B21-104-305

PRES & TO 
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FORM I NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALO_GUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PWA-773 AREA

CLASSIFICATION High level radioactive LOCATION

BURIED FROM 3" DGA-710 ACCESS

TO 3- PWL-3025 (CPP 708 stack drain)

CPP

OGF

WASTE SOURCE (AT CPP-6O4  VOL (GAL/M 0) FREQ. CONTENT(PER MCq PRES et T°

Rala off-gas drain. Not in 0 0 0

use 11-71.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

SS 304
4o

25'
BURIED DEPTH

ENCASEMENT

REMARKS

FORM 1NC-2145
(3-71)

(-) 9'-0"
None

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

P. P. Co.
Arrington

1958
1230-B21-104-324

This line does not show up on adjacent drawings. Not in use 5/71. Exact

location unknown. Not shown on CPP waste line identification drawing.

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1" PWA-775

CLASSIFICATION • High level radioactive

BURIED FROM

TO

CPP-631

211 PWA 1560

WASTE SOURCE (AT

AREA

LOCATION

ACCESS

OPP

YDA

VOL(GAL/M0) FREQ. CONTENT(PER MO) PRES & T° 

Sump in carbon bed room of Rala

Not in use 11-71. Also see 1 1/2"

PLA 776 from CPP-603.

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 4o
LENGTH 95T
BURIED DEPTH(-) 71-0"

0 0

ENCASEMENT Inside Rala pipeway for 30'

CONSTRUCTION

DESIGN CO. PPCo
CONST. CO. Arrington

1DATE 958

DRAWINGS 1230-B21-104-324

REMARKS PLA 776 ties into PLA 775 remaining 150 ft. of this line was abandoned when
this connection was made.
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FORM I NC, Z145
I )

IDENTIFICATION

CLASSIFICATION low level radioactive

BURIED FROM CPP-6142
TO 1" PWA 775

WASTE SOURCE (AT

Basin water
Regenerating chem.
Decont. pad

DESCR I PT ION

MATERIAL SS 347
4o

LENGTH 2510'

BURIED DEPTH(" ) 8 ' -10
ENCASEMENT

SCHEDULE

VOL (GAL/MO) 

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

1 1/2"PLA-776 AREA

FREQ.

LOCATION

ACCESS

app

SEE, YDA

CPP-631

CONTENT(PER MO) 

12,400 Monthly Radioactive F.P.
Decont. and Regen.
chemicals

CONSTRUCTION

DESIGN co.

CONST. co.

DATE

DRAWINGS

REMARKS Waste volume and content will change after
installation of sludge tanks at CFP-603.

FORM I NC'...21415
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM CPP-601
CPP-604 (WL- 102)TO

WASTE SOURCE (AT WH-100 

Process equip. Waste
(steam, cond, decant., cell sumps,
mixer - settler caustic)
centrifuged solids)

DESCRIPTION

MATERIAL

SCHEDULE

347 SS Spec. C
40

LENGTH 453'
BURIED DEPTH('') 13'-4"

8" tile pipe 140 ft replaced
in 1972 by 6" SS enclosed in concrete.

ENCASEMENT

H. K. Ferguson
H. K. Ferguson
1957 NFEC/
1230-B21-1 4-324
1230-B21-104-343
1230-B21-103-380
1230-B21-108-39
1230-B21-107-38
1230-B21-108-1

PR ES & TO 

IDAHO NUCLEAR CORPORATION
CATALOGUE OF BURIED WASTE LINES

3" PLA 1004 AREA CPP

Low level radioactive

VO L (GAL/M 0) FREQ. 

LOCATION

ACCESS Sample ports into
encasement

CONTENT(PER MO2

14.0,000 15-20/mo. High level F.P.)
HNO Turco
oxalic acid,
caustic scrub,
cent. solids

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-B21-104-305
1230-B21-104-324

PR ES & Tn

REMARKS Same waste as 3" PLA 1019 since WH-l00 and WG-101 are filled alternately.
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FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" TWA 1005 AREA CPP

CLASSIFICATION

BURIED FROM

TO

High level radioactive

CPP-604 air lift pit (3" PUA 2297 y)
3" PUA 1030 (3-6)

LOCATION

ACCESS

WM

Div. box A-6

WASTE SOURCE (AT  VOL(GAL/MO) FRED. CONTENT(PER MO) PRES 8c T° 

Waste transfer-main line from

CPP-604 to center of tank farm

transfer 1st cycle Al or

only 1st cycle Zr

raffinate

Remainder of

211-3
"1?-3

DESCRIPTION 
2 

CONSTRUCTION First 2251 Pipe
MATERIAL 347 SS DESIGN CO. Foster Wheeler Blaw Knox

SCHEDULE 40 CONST. co. Bechtel Pritchard

LENGTH 575' DATE 1950 1953
BURIED DEPTH (-) 171,..9" DRAWINGS 12301321^.104306-.1

ENCASEMENT First 911 8" tile pipe 1230-B21-104-305

remainder concrete pipeway (4,5,6,7,9)

REMARKS

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" PIA 1009 AREA CPP

CLASSIFICATION

BURIED FROM

TO

- Low level rwlioactive

C11-601

C.VE-604 (WI-102)

WASTE SOURCE (AT wG-100-WH 101 )

CPP Labs, CFD

DESCRIPTION

MATERIAL 347 SS Spec. C

SCHEDULE 40
LENGTH 11-42

BURIED DEPTH (-) 131-5"

ENCASEMENT 8" tile pipe

VOL (GAL/MO) 

'12,000 for

2 vessels

LOCATION YDA

ACCESS Sample ports into
encasement

FREQ. CONTENT(PER MO) PRES &T° 

2-4/mo. Low level F.P.

All types of

chemicals but

greatly diluted.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

REMARKS Clean waste can be routed to 8" SWN 4003.

Foster Wheeler

Bechtel

1950

1230-R21-104-305

1230-B21-104-324
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FORM 1NC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PWA-1011

High level radioactive

3" PwL-3025
3" PwN-48o48

WASTE SOURCE (AT CPP-708

AREA

LOCATION

ACCE3S

CPP

CGF -WM

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES &T° 

See 3" PWIr3025
See 3" PWM-48048 Cont.

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor

SCHEDULE 40 CONST. co. Fluor

LENGTH ,/ 701 DATE 1957
BURIED DEPTH DRAWINGS 542-41-F750-12

ENCASEMENT

REMARKS

FORM INC-2145
(3-7!) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 3" PWA-1013 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM CPP-604 ACCESS Div. box B-2, B-1
TO WM-186 Div. box A-7

WASTE SOURCE (AT WL-101  VOL (GAL MO) FREQ. CONTENT(PER MO) PRES & T° 

Waste transfer - main line from
CPP 604 to WM-186-190 area of tank
farm

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

341 ss
4o
3201

(-) lo'-6"
Concrete
pipeway

(#1, #2, #3)

transfer 2nd and 3rd cycle
only raffinate

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1954
1230-B21-104-305
1230-B21-104-306-1



FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 3" 1Wrio14 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM CPP-604 ACCESS Div. box A-7
TO 3" PuA 1030

WASTE SOURCE (AT WL-101

Waste transfer- main line from
CPP-604 to WM-186-190 area of
tank farm

V")1I- (GA I.„./M 0) FREQ. CONTE NT (PER MO) PRES & T0 

transfer various raffinates
only

DESCRIPTION CONSTRUCTION

MATERIAL DESIGN CO.347 ss
SCHEDULE 40 CONST. CO.

LENGTH 445' DATE

BURIED DEPTH DRAWINGS(-) 61-4" (-) 10-5"
ENCASEMENT Concrete pipeway and

6" ss pipe for few feet near junction
box.

Foster Wheeler Blaw Knox
Bechtel Pritchard

1951 1953
1230-P21-104-305
1230-B21-104-306-1
1230-B21-104-306-1

REMARKS

FORM 1NC-2145
(3-70

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINE$ 

3" PLA 1019 AREA

Low level radioactive

cPP-6ol
CPP-6o4 (wL-1o2)

WASTE SOURCE (AT WG-101  vol., (GA L/M 0) FREQ.

Process equip. waste
(steam, cond., decon,)
mixer settler scrub, cell
sumps centrifuged solids)

DESCRIPTION

MATERIAL,

SCHEDULE

LENGTH

347 SS Spec.
40
46o'

BURIED DEPTH(_) 131
-4"

ENCASEMENT 8" tile pipe 40 ft. replaced in
1972 by 6" SS enclosed in concrete.

To WI-102. Same waste as 3" PLA 1004 since WG-101 and WH 100 are
alternately.

40,000

REMARKS

LOCATION

CPP

YDA

ACCESS Sample ports into
encasement

CONTENT(PER MO) 

15-20/mo. High level F. P.
Turco

oxalic acid,
caustic scrub
cent. solids

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-321-104-305
1230-B21-104-324

PR ES & T0 

filled
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FORM INC-2145
(3..11 )

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED

IDENTIFICATION 3" PWA 1030

CLASSIFICATION High level radioactive

BURIED FROM

TO

cpp-6d1
3" PUA 3004 (to CPP-633)

WASTE SOURCE (AT Tank farm

Main line for waste transfer
from CPP-604 to tank farm
between storage tanks, and to
calciner (CPP-633).

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
40
728,
(-) 171-9" -(-) 71-0" DRAWINGS

1st 70' of pipe encased in 8" tile pipe 1230-B21-104-305

521' of pipe encased in concrete pipewayttype

last 131' of pipe encased in SS

WASTE LINES 
ARIA CPP

LOCATION WM, OGF, WCE

ACCESS Div. box A-6, B-3,
B-4, B-6

VOL(GAL/MO) FRED.

transfer
only

CONSTRUCTION

FORM I INIC..-2145
(3-71)

DESIGN CO.

CONST. CO,

DATE

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" PWA-1232

CLASSIFICATION High level radioactive

BURIED FROM WM-103

TO 3" PUA-1218 in Div. box B-5

WASTE SOURCE (AT WM-103 VOL(GAL/MO) FREQ.

Not in use 7-71. Tank contains 0
stainless steel raffinate for
future processing . Main line to
waste calciner and other tanks

AREA CFP

LOCATION WM

ACCESS Div. box B-5

CONTENT(PER MOZ

SS-H2SO4
raffinate

B-8

DESCRIPTION CONSTRUCTION

MATERIAL 347 ss DESIGN CO. Fluor
SCHEDULE 40 CONST. CO. Fluor

LENGTH 503' DATE 1961

BURIED DEPTH (-) 12,-8" DRAWINGS 1230-B21-104-286-4

ENCASEMENT SS pipe on concrete foundations. 1230-B21-104-287-3
First vv85
encasement

ft from WM-103 has no
indicated on dwgs.

1230-B21-104-306-1

REMARKS

CONTENT(PER MO1 PRES & T0 

various
raffinates

Foster Wheeler Blaw Knox Fluor
Bechtel Pritchard Fluor
1951 1953 1961
1230-B21-104-306

PRES As T0 



FORM NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 3" PwA-1233 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM WM-103 ACCESS Div. box B-8, B-7, B-5

TO 3" PUA-1222 in Div. box B-5

WASTE SOURCE (AT WM-103 ) VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES 84 TO

Not in use 7-71. Tank contains 0 SS-H2SO4
stainless steel raffinate for raffinate

future processing. Main line

to waste calciner and other tanks.

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN co. Fluor

SCHEDULE 40 CONST. co. Fluor

LENGTH 5°31 
DATE 1961

BURIED DEPTH (-) 131-7" DRAWINGS 1230-B21...104-286-4

ENCASEMENT SS pipe on concrete foundations. 1230-B21-104-287-3

First X85 ft from WM-103 has no encase- 1230-B21-104-306-1

ment indicated on dwgs.
REMARKS

FORM INC-2145
(370

IDAHO NUCLEAR CORPORATION

CATALOGVE OF BURIED WASTE LINES 

IDENTIFICATION I 1/2" PIA-1537 
AREA CPP

CLASSIFICATION High level radioactive

BURIED FROM CPP 640
TO CPP 641

WASTE SOURCE (ATHOt Pilot Plant) 

LOCATION YDP

ACCESS CPP 641

VOL (GAL/M FREQ. CONTENT (PER MO) PRES & T0 

Pilot Plant hot waste (PP-100) 0

Electrolytic Diss. Pilot Plant
CDE - Steam and - 5 hot runs 24 hr/un 12-131
11 1p tracer runs  16 run/3 yr. _P.p. Particle

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO.

SCHEDULE 40 CONST. CO.

LENGTH 212' DATE

BURIED DEPTH(.') 27'-1" to (-) 8'-8" DRAWINGS

ENCASEMENT 4"tile 7 ‘8"^J100 ft.) tile pipe
joined with Amercoat 33

REMARKS Goes to WL-105 and directly to tank farm
jetted to wL-104.

H. K. Ferguson

Fluor

19 59
1230-B21-103-323
1230-B21-103-342

(via WL-101) unless specifically
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IDAHO NUCLEAR CORPORATIONFORM I NC...2145
(3.-41)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT Hot Pilot Plant voL(GAL/MO) FREQ.

WASTE LINKS,CATALOGUE OF BURIED

1 1/2" PLA 1539

Low level radioactive

CPP-640
CPP-641

Pilot plant warm waste (PP101)
Electrolytic Dis. Pilot Plant
CDE - decant. - 5 hot runs
11 12 runs

OES CR I PT I ON

MATERIAL

SCHEDULE

LENGTH

BURIED DE PT

ENCASEMENT

347 SS
4o
219'
H (-) 27-1' to (-) 8,-B"
4" tile - (8",0100 ft.) tile pipe
joined with Amercoat 33

AREA CPP

LOCATION

ACCESS

YDB

cPB-641

CONTENT(PER MO) PRES & T0

[30 d/2 yr. 8 M HN03t

24 hr/,run 
an g/1 A,E4 

16 run/3 yr.Alk. KMn04
Oxalic acid
detergent
small amount F.11. 

CONSTRUCTION

REMARKS Goes to WL-104

FORM INC-2145
(3,-7 I )

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

H. K. Ferguson
H. K. Ferguson

19 59
1230-B21-103-323
1230-B21-103-342

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1 1/2" PWA 1541

Low level radioactive

CPP-640
CPP-641

WASTE SOURCE cATHot Pilot Plant) 

Pilot Plant cold waste
CDE cooling H2O from cell
5 Hot run 11 12 runs

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

R E MARKS

347 ss
40
1911.'

Not found

AREA

LOCATION YDB

ACCESS

C".PP

CPP-61+1

VOL (GA LIM 0) FREQ. CONTENT(PER MO)

16runs/3 yr None unless
24 hrs/run vessels rupture

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
159
12
9
30-B21-103-342

1230-B21-103-323

Goes to WI-103 in CPP 641 where it can be directed to disposal

or to WL-104. Electrolytic process has closed cycle cooling.

PRES & TO 

well
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FORM 1NC-2145
(3.-71)

IDAHO NUCLEAR CORPORATION

CATALQGVE OF BURIED

IDENTIFICATION 2" PWA 1560

CLASSIFICATION Law level radioactive

BURIED FROM CPP-641

70 3" PIA 1019

10,ASTE SOURCE (ATCPP 641-WL 104 ) 

Collected lab and pilot plant

waste
CDE decon. solutions

DESCRIPTION

MATERIAL 347 SS
SCHEDULE 40 Spec. C
LENGTH 444'
BURIED DEPTH(-) 131-7"

ENCASEMENT 4,, Vit. tile

voL(GAL/m0) 

5000 gal/
transfer

WASTE LINES

AREA CPP

FREQ.

LOCATION YEA, YDB

ACCESS Sample ports into
encasements

CONTENT (PER MO) 

5-6/yr. Alk. KMnO4
Oxalic acid
detergent
small amount

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

(811"%1100 ft.) tile pipe

REMARKS Collected waste in WL-104 is sent to WI-102

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE

F.P.

Fluor
Fluor

19 59
1230-B21-104-305
1230-B21-104-324
1230-B21-104-342

for evaporation.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

1 1/2" PWA 1561 AREA CPP

High level radioactive

CPP 011
3" PWA 2297

(ATCPP-641 WL-105) VOL (GAL/MO) FREQ.

West side  hot waste
Only use was ciDEI runs
from 1966-69

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED

347 SS
4o
4531

DEPTH ( ) 131-911

ENCASEMENT 4" Vit. tile (0'4100 ft. 8" tile)pipe

5000 gal/
transfer

LOCATION YDA YDB

ACCESS

PRES & TO 

Sample ports into
encasements

CONTENT(PER MO)

2/10 yrs. 12-131 and F.P.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

REMARKS Goes directly to tank farm from WL,.105

Fluor
Fluor
1959
1230-B21-104-305
1230-B21-104-324
1230-B2i-104-342

PRES & TO 
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" PLA-2000 AREA CPP

CLASSIFICATION Low level radioactive

BURIED FROM CPT-637

TO CPT-641

LOCATION YDC

ACCESS MAH-YDC-PL-038

WASTE SOURCE (AT CPP-637  vol.- (GA L/M 0) FREQ. CONTENT (PER MO) PRES & TO 

Laboratory sinks and hot drains Varies widely 8hr/day Misc. chem. and
low level activity

DESCRIPTION

MATERIAL 347 SS
SCHEDULE 40
LENGTH 482'
BURIED DEPTH (-) 6'-4"
ENCASEMENT

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Ferguson
Ferguson
1959
1230-B21-103-323
1230-B21-103-342

REMARKS Hot drains and sink drains from CPT 637 to WL-104

FORM INC-2145
(3-.71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" PLA 2001

Low level radioactive

CPP-637
CPP-641

WASTE SOURCE (AT CPP-6V

Laboratory bench and hood

COLD drains.

AREA CPP

LOCATION YDC

ACCESS MAH-YDC-PL-038

VOL (GAL/MO) FREQ. CONTENT [PER MO) PRES & T0 

104-106 Cont. H2O Only

DESCRIPTION CONSTRUCTION

MATERIAL 347 88 DESIGN CO.

SCHEDULE 40 CONST. CO.

LENGTH 446' DATE

BURIED DEPTH (-) 61-2" DRAWINGS

ENCASEMENT

Ferguson
Ferguson

1959
1230-B21-103-323
1230-B21-103-342

REMARKS Goes directly to the disposal well; however, a valve can be changed
to direct it to WL-103 if desired.
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FORM 1NC-2/415
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1 1/2"PLA-2069

CLASSIFICATION Low level radioactive

BURIED FROM CPP-6o5
TO 8" SWA-4003U (by CPP 709)

AREA

LOCATION

ACCESS

CPP

YDA

WASTE SOURCE (AT CPP-604  VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & T0 

Cond. from WL-106-107 (evap)

Steam condensate from W1-115

650,000 15 days/mo. Water and small

115,000 every mo. amount nitric
acid water

DESCRIPTION CONSTRUCTION

MATERIAL 34( SS Spec. C DESIGN CO. Foster Wheeler
SCHEDULE 40 CONST. CO. Bechtel
LENGTH 4141 DATE 1950

BURIED DEPTH(-) 101-6" DRAWINGS 1230-B21-104-305
ENCASEMENT 1230-B21-104-324

REMARKS

FORM INC-2145
(3-71)

Passed through ion exchange beds to remove most of the radioactivity,
Will be routed through new monitor.

IDENTIFICATION

CLASSI Fi cAT ION

BURIED FROM

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

311 PWA-2297

High level radioactive

CPP-601
TO Tank farm via OPP-604 airlift pit

WASTE SOURCE (AT G115

1st Cycle - G Cell (Al) tanks,

G-115 - 116,

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

SS 347 Spec. Y
4o
301'
(-) 141 -o"
8" Tile pipe

AREA

LOCATION

ACCESS

(.,PP

YDA

Sample ports into
encasement

VOL(GAL/MO) FREQ, CONTENT(PER MO) PRES

500 l/hr.* 25-50% 6-8 x 106 01/yr.
Co-process of year 0.5 M Zr
630 1/hr.* 3.3 M F
Zr process 0.6 M Al

1.7 NHS'
2.3 M NO
0.03 M NTH.

CONSTRUCTION 
L 0.7 g/l Cr 4- Sn

DESIGN CO. Fester Wheeler.

CONST. CO. Bechtel

DATE 1950

DRAWINGS 1230-B21-104-305

& TO

REMARKS * Average rate during column operation. Actual flowrate during transfer
is 2-3 times this rate.
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FORM INC2145

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PwA-2401

High level radioactive

CPP-601
CPP-604 (WL-101)

SOURCE (AT Y'1110 CPP 601 )

Y-Cell
2nd and 3rd cycle waste

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

347 SS Spec. Y
40
341'

BURIED DEPTH(-) 141 -'9"

ENCASEMENT 8" Tile pipe

VOL(GAL/MO) FREQ.

20,000 gal/yr

REMARKS 2nd and 3rd. cycle waste

FORM INC-21145
(3-71)

IDENTIFICATION

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA

LOCATION

CPP

YDA

ACCESS Sample ports into
encasement

CONTENT (PER MO) 

6000 ci/yr

1.5 M A1(140:,,)3
0.2 M NH411'
0.2 M 11112NO3
0.02 Fe(1M2S03)2

Foster Wheeler
Bechtel
1950
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1 1/2" PLA-3002 AREA

CLASSIFICATION High level radioactive

BURIED FROM

TO

CPP-633
3" FLA 3003

WASTE SOURCE (AT CPP-633 VOL (GAL/M 0) 

Decontamination Solutions
from WC-119, waste continues on
through 3" PUA 3003, 3" PLW-3025,
3" PUA 1011, and 3" PWM 48048 into
WL-102

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

347 SS
40
1121

BURIED DEPTH (-) 11-10"

ENCASEMENT 24" CGN

REMARKS

15,000

FREQ.

once per
calciner
run

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

CPI'

LOCATION WCE OGF

ACCESS

PRES & TO 

MAH -COP -PL -041

CONTE NT (PER MO)

HMOs oxalicacid
KMn04, NalH, etc.

Fluor
Fluor

1959
1230-B21-104-325-1

PRES & TO

30 psig
150uF



FORM INC-2145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA-3003 AREA CPP

CLASSIFICATION High level. radioactive

BURIED FROM

TO

1 1/2" PLA-3002
3" PWA-1011

LOCATION °OF

ACCESS MAH-CGF-PL-041

WASTE SOURCE (AT CPP-633  VOL (GA L/M 0) FREQ, CONTE NT (PER MO) PRES & TO

Calciner decontamination approx. same decant. solos.

solutions. See 1 1/2" as 1 1/2"
PLA 3002 PLA-3002

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 4o
LENGTH 235'
BURIED DEPTH (-) 11'
ENCASEMENT None

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1959
1230-B21-1°4-324
5775-c7P-201-6
5775-0pp-201-2

REMARKS This line does not show up on adjacent drawing.

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" WA 3004

high level radioactive

3" MA.-1030
UP-633

AREA CPP

LOCATION WCE

ACCESS

WASTE SOURCE (AT  VOL. (GA LiM 0) FREQ. CONTENT (PER MO) PRES at T° 

Tank farm - liquid waste
Main waste transfer line
to and from WCF

DESCRIPTION

MATERIAL SS 347

SCHEDULE 4o
LENGTH 701

BURIED DEPTH (-) 191-7"
ENCASEMENT S$ pipe

...^50,000 g/mo 1200 gal
every 18
hours

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

1st cycle 30 psig
waste 40°C

Fluor
Fluor
1959
123o-B21-1o4-325-1

REMARKS This is a continuation of 3" PTA-1030. It delivers calciner feed.
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED

IDENTIFICATION 3" TAA-3009

CLASSIFICATION Solid high

BURIED FROM CPP-633
TO CPP-729

WASTE SOURCE (AT Bin # 1

level radioactive

Calcine and air

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

SS 347
4o
82,

BURIED DEPTH (-) 10I-8"

ENCASEMENT Concrete

WASTE LIN4a

AREA CPP

LOCATION WCE, WCS

ACCESS

VOL(GAL/MO) FREQ.

v,100 scfm Cont.

REMARKS Bins filled. No longer used.

FORM INCA-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

CONSTRUCTION

DESIGN Co.

CONST. CO.

DATE

DRAWINGS

CONTENT(PSR MO) PRES SeT° 

F.P. and oxides
Continuous when 3" Hg VAC
Calciner is 100°C
Operating

Fluor
Fluor
19 59
1230-B21-104-3251

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWL 3025

Low level radioactive

CPP 708 (stack)
TO 3" PWA 1011

WASTE SOURCE (AT 3" ptita 1011

Condensate from stack
Decanted H2O from Amsco burner
Rala. off-gas drain
3"PWA 3003-calciner bldg. waste

VOL (GALYMO) 

Unknown

0

AREA CriP

LOCATION

ACCESS

OGF

FREQ. CONTENT(PER MO) 

Cont. HNO3 and low
activity

0 0
Decant. Soins.

DESCRIPTION CONSTRUCTION

MATERIAL 30k SS DESIGN CO. Fluor
SCHEDULE 40 CONST, CO. Fluor
LENGTH 130' DATE 1959
BURIED DEPTH 11'-3" DRAWINGS CPP-E-3192
ENC.f.SEMENT

REMARKS
Rerouted into 3' PUA 1011 when air lift pit was constructed,
WIL'102 is used for suction to the pumps for evaporator feed,

PRES & T0 

Previous
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

10 ENT Fl CAT I ON 3" TAA-3030 AREA CPP

CLASSIFICATION solid high level radioactive

BURIED FROM 3" TAA 3009
TO CPP-744

WASTE SOURCE (AT Bin

Calcine and air

LOCATION WCE, WCS

ACCESS

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & T0 

F.P. and oxides
approx. Cont. Continuous when 3" Hg VAC
100 scfm calciner is in use. 100°C

DESCRIPTION

MATERIAL SS 347
SCHEDULE 4o
LENGTH 90'
BURIED DEPTH Unknown

ENCASEMENT Carbon steel and concrete

CONSTRUCTION

DESIGN co. Fluor
CONST. CO. Fluor
DATE 1959
DRAWINGS 1230-7121-104-325-

1230-B21-104-325-1

REMARKS To second set of bins.. Still in use 1971. Carries calcine. Will not
be used after second set of bins become filled.

FORM INC--a145
0-70 IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" TAA-3033 AREA CPP

CLASSIFICATION High level radioactive solids LOCATION WCS, WCE

BURIED FROM 3" TAA-3030 ACCESS

TO CPP-747

WASTE SOURCE (AT ) VOL (GA LIMO) FREQ. CONTENT(PER micq PRES & 70 

Calcine and air '1,100 scfm Cont. F. P. and oxides 3" HgVAC
continuous when 100°C
calciner is
operating

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

ss 304
4o
136,
Elev. (-)10' to (+)28'
14" sch. 40 c.s. sleeve and
concrete

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

Idaho Nuclear Corporation

Arrington

19 71
400-402,590
1230-CPP-304-5



FORM INC-2145
(3-7'1)

111 FNT I F !CATION

t4.A.Nomir trATION

esurgliEo rROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

2 PWL-40228

1.uw level radioactive

12" PW1'1-1812

2" P0A-1012 and 3" PUA-1011

AREA CPT'

LOCATION WM-OCF

ACCE SO

WASTE SOURCE (AT CP1'-604 ) VO (GAL/MO) FREQ. CONTENT(PER MO) PRES & T° 

Pump pit - NE 604. Condensate 0 0 Emergency only

drain from pressure relief

line above ground

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS - Spec. C DESIGN co. Blew Knox

SCHEDULE 40 CONST. co. Foster Wheeler

LENGTH 6" DATE 1950

BURIED DEPTH ( ) 251-
4
" DRAWINGS 542-41-P750-12

ENCASEMENT

REMARKS

FORM INC-2145
(3..71)

IDENTIFICATION

CLASS] Fl CAT ION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF VIED WASTE LINES 

3" PWM 48048

High level radioactive

3" TWC

CPP -604

w1-1n2

3" PUA 1011 (see 3" PUA 3025 -

stack drain and calciner bldg.

waste) Waste transfer line.

AREA CPP

LOCATION WM

ACCESS

) VOL_ (GAL/MO) Fu/EQ. CONTENT(PER m01 PRES & T° 

Ci,nt. Stack condensate,

decont. solns.

Formerly cooling water for WM-180 0 0

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

347 SS Spec C

40

54'

Not found

None

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler

Bechtel

19 51

1230-B21-104-305

542-41-P750

REMARKS 3" PUA 3025 was routed into this line when the air lift pit was

constructed.
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINE$ 

IDENTIFICATION 811 PLN-100071

CLASSIFICATION Low level radice.ctive

BURIED FROM 017-637

TO CPP-T34 and 4" PLA-2001

WASTE SOURCE (AT Low Bay

05W Salt removal
Aqueous Halide
fl and 3 4" Calciners

#2 4" Calciner

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH 354'

BURIED DEPTH (-) 101-1"

ENCASEMENT

REMARKS

Fiberglass

AREA

LOCATION

ACCESS MAN-YDC-PL-038

VOL(GAL/M0) FREQ. 

2x104 gal/yr. 50 d/yr.
1350 gal/mo. 5 d/mo.
1000 gal/yr. 6-12

run/yr.

90,000 gal/mo. Cont.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Goes directly to disposal well; however,

to direct it to WL-103 if desired.

FORM INC-2145
0-70

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

CPP

YDB

CONTENT(PER MO)

Cond. H2O
Cooling H2O
Cooling H2O

Cooling and Cond.
H2O

INC
Arrington
196 5
1230-B21-103-323
1230-B21-103-342

a valve can be changed

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED

31" PHA-100115

Low level radioactive

CPT'-603-Basin 1
4" PLA - 100116

WASTE SOURCE (AT CPP-60

Decontamination pad drain

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

WASTE LINES

VOL(GAL/MO) FRED,

6,000

SS 347
40
58'
(-) 51-6" to (-) 131-10"

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA CPT'

LOCATION SFE-E

PRES & TO 

ACCESS MAH-CPP-303

CONTENT(PER MO)

radioactive
water

H. K. Ferguson
H. K. Ferguson
1956
1230-1V1-108-39

REMARKS To be replaced in 1973 by new waste handling system at 603

PRES & T° 
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FORM INC-2145
(3—.71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" PLA-100116 AREA CPP

CLASSIFICATION Low level radioactive LOCATION SFE-E

BURIED FROM CPP-603 ACCESS
To Hot waste tanks EN 20 (CPP-642)

WASTE SOURCE (AT CPP-603

Hot cell drain
Two drains under trolley
tracks

VOL (GAL/MO)

400

FREQ. CONTENT(PER MO) PRES & TO 

radioactive water

DESCRIPTION CONSTRUCTION

MATERIAL SS 347 DESIGN CO. H. K. Ferguson
SCHEDULE 4o CONST. CO, H. K. Ferguson
LENGTH 851 DATE 1956
BURIED DEPTH (—) 131-10" DRAWINGS 1230-B21-108-39
ENCASEMENT

REMARKS From hot cave. Goes to tank EN 20 then pump pit CPP-64 to PLA..776
To be replaced in 1973 by new waste handling system at b03.

FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" PLA-100121 AREA CPP

CLASSIFICATION low level radioactive

BURIED FROM CPP-620
TO 4" FLA 2001

WASTE SOURCE (AT High Bay
12" C:i1(:ink2r (1970-15)

LOCATION /DC

ACCESS

VOL (3AL/mo) FREQ. CONTENT(PER MO1
10,000 gal/yr. 1-5 Cooling H2O

runnilir 
Naze column module (1971)

Graphite Burner

DESCRIPTION

PRES eic T0 

1+9 gal/run 10 runs
24 hr. 

225 moles ANN, 40

moles NHOCH 121
each moles NH4NO3, 8

moles HNO3 Per run.
200 gal/mo. 4-5 Trace amounts U235

CONSTRUCT
rg.as

ION
/yr. in H4,0 

MATERIAL 347 SS DESIGN CO.
SCHEDULE 40 CONST. CO.
LENGTH 40' DATE
BURIED DEPTH (-) 10-8" DRAWINGS
ENCASEMENT

REMARKS

Torkelson
H. S. Wright
1965
1230-B21-103-323
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FORM INC-2145
(371) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 6" rnA-1oo164 AREA CPP

CLASSIFICATION LOW level radioactive LOCATION YDA

BURIED FROM

TO

Diversion pump station CPP-750
WM-181

ACCESS

WASTE SOURCE (AT CPP-750  VOL(GAL/MO) FREQ. CONTENT(PER MO)

Radioactively contaminated service - very in- H2O

waste from either CPP-601 or CPP-633 frequent

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

304 SS
10
277'

BURIED DEPTH(-) 101-9" tO (-)52-10"

ENCASEMENT

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

PRES & TO 

Norman Engineering Co.
Arrington Construction Co.
1972
1355-CPP-300-P-2

REMARKS For emergency use only. To be in use in 9/72.

FORM I NC -Z145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 10" PLA^-100165

CLAS SIFt CA ON Low level ra4ioactive

BURIED FROM

TO

Diverting station CPP-752
Diversion pump station CPP-750

WASTE SOURCE (AT CPP-601

Radioactively contaminated service
waste

V O L (GA LiM 0) 

AREA CPP

LOCATION YDA

ACCESS

FREQ.

very in-
frequent

CONTENT(PER MO)

H2O

PRES & T° 

DESCRIPTION CONSTRUCTION

MATERIAL 304 SS DESIGN CO. Norman Engineering Co.
SCHEDULE 4Q CONST. CO. Arrington Construction Co.
LENGTH 361 DATE 1972
BURIED DEPTH( 151 DRAWINGS 1355-OPP-300-P-2
ENCASEMENT

REMARKS For emergency use only. To be in use in 9/72.
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✓oliM IH(-214111
0-71) IDAHO NUCLEAR CORPORATION

CATALOCLUE OF BURIED WASTE LINES

IDENTIFICATION 8" PIA-100171

CLASSIFICATION

BURIED FROM

TO

Low level radioactive

Diverting station GPP-754

Diversion pump station OPP-750

AREA OPP

LOCATION YDA

ACCESS

WASTE SOURCE (AT CPP-633  VOL(GAL/M0) FREQ. CONTENT(PER MO)

Process cooling water very in- H2O

condenser cooling water frequent

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH
ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

304 ss
40
40'

(-) 10'to - 14'

PRES & T° 

CONSTRUCTION

DESIGN co. Norman Engineering Co.

CONST. CO. Arrington Construction Co.

DATE 1972

DRAWINGS 1355=CPP-300-P-2

Used for emergency only - would be used when an accidental release

of radioactivity to service waste occurs. To be in use 9/72.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PLA-100182 AREA CPP

CLASSIFICATION

BURIED FROM

TO

Low level radioactive

MAH-CPP-301

PLA-776

WASTE SOURCE (AT CPP-603 

Filter backwash

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

SS 347

0.049 THK

20'

(-) 41-3"

VOL(GAL/MO) FREQ.

6000

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

LOCATION SFE-E

ACCESS MAH-CPP-301

CONTENT(PER MO)

radioactive

water

Foster Wheeler

Bechtel

1950

1230-B21-108-39

PRES & TO 

REMARKS Returns filter backwash via 'jet to PLA-776. To be replaced in 1973 by
new waste handling system at 603.
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" PLA-100183

Low level radioactive

CPP-603-Basin 2

MAH-CPP-301 (monitoring manhole)

AREA CPP

LOCATION

ACCESS

SFE-E

MAR-CPP -301

WASTE SOURCE (AT C PP- 6M  voL (GAL/MO) FREQ. CONTENT (PER MO) PRES & T° 

Filter backwash settling 6000 radioactive

basin water

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

SS 347

4o
80'

BURIED DEPTH (-) 212" to (-) 67-4"

ENCASEMENT

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler

Bechtel

1950-

1230-B21-108- 39

Used to backwash filters. Water collects MAH-CPP-301 and solids settle.

Liquid returned to PLA-776 if contaminated- To be replaced in 1973 by
new waste handling system at 603.

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 
211 

PLA-100313 AREA

CLASSI Fl CAT I ON

BURIED FROM

TO

CPp

High level radioactiveSFELOCATION

CPP-603 Basin No. 2 - South side

CPP-648

WASTE SOURCE (AT CPP-603 VOL (GA L/M 0) 

ACCESS

FREQ. CONTENT (PER MO) PRES & T° 

sludge plus basin H20 intermittent - -

Regeneration liquids from 5,000 2/mo 8,000 lb N114(NO3)

IX columns 1,500 lb Na2SO4
F.P. from basin

DESCRIPTION

MATERIAL 304 SS

SCHEDULE 4o
LENGTH 1701

BURIED DEPTH (-) 51-8"

ENCASEMENT 12" C.S. pipe (coated)

CONSTRUCTION

DESIGN co. Norman Engineering Co.

CONST. CO. -

DATE 1972
DRAWINGS 1355-603/648-P-2

REMARKS To be in use in 11/72. Sludge removed by vacuum cleaning approximately

once every five years.
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FORM INC--2145
(9-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 211 FLA-100320 AREA CPP

CLASSIFICATION High level radioactive

BURIED FROM

TO

CPP-648
Ves-EN-20- in CPP-642

WASTE SOURCE (AT CPP-648

Regeneration Liquid from IX column
in CPP-603
Decont liquid from Ves SF-106 in
CPP-648

DESCRIPTION

MATERIAL

SCHEDULE

304 ss
4o

VOL. (GA L/M0) FREQ.

LENGTH 201
BURIED DEPTH(-) 41

ENCASEMENT 8" C.S. Pipe (coated)

REMARKS

FORM 1NC-214S
(3-71)

IDENTIFICATION

CLASSIFICATIOf

BURIED FROM

TO

5,000 2/mo.

LOCATION

ACCESS

SEE

CONTENT(PER MO) PR ES

8,000 lb N114(NO3)
1,500 lb NaOS0),
F.P. from btrsiff

Intermittent

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

& TO

Norman Engineering Co.

1972
1355-603/648-P-2

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

2" BWA-100328

High level radioactive

CPP-603 basin filter
Line 211 DCA-100313

WASTE SOURCE (AT CPP-603

Filter aid

DESCRIPTION

MATERIAL 304 as

SCHEDULE 40
LENGTH 4o,
BURIED DEPTH 

-01,211

ENCASEMENT 4" C.S.

AREA CPP

LOCATION SFE

- east end basin#2AccE3s

VO L (GA L/M 0) FREQ.

pipe (coated)

REMARKS To be in use in 11/72.

CONTENT(PER MO)

5,000 L/mo. 12 lb Filter Aid
F.P. from basin

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

PR E5 & T0

Norman Engineering Co.

1972
1355-603/648-p-2
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FORM INC-2145
(3. ,̂̂ 71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 6" PIA-100380 (out of service) AREA

CLASSIFICATION Low level radioactive

BURIED FROM MAH-CPP 301

TO MAH-CPP 303

CPP

LOCATION SFE-E

ACCESS MAH-CPP 301

WASTE SOUR CE (AT  VOL (GAL/MO) FREQ. CONTENT(PER MO) PRES & T°

Not in use 0 0 0

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN co. Foster Wheeler
SCHEDULE 40 CONST. co. Bechtel
LENGTH 108' DATE 1950
BURIED DEPTH(-) 13' DRAWINGS 1230-B21-108-39
ENCASEMENT

REMARKS Not in use 2-10-71

FORM 1NC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

2" PIA-100397 AREA CPP

High level radioactive LOCATION sFE

CPP-648
TO Line 1 1/2"-PLA-776

WASTE SOURCE (AT cFP-648

Regeneration liquid from IX column
in C?P-603
Decant liquid from Ves-SF-106
in CPP-648

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

302+ SS
4o

BURIED DEPTH(.-) 41 to (-) l0g-3"
ENCASEMENT 8 C.S. pipe (coated)

REMARKS To be in use in 11/72

ACCESS

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & T0 

5,000 2/mo. 8,000 lb ETI4NO3
1,500 lb Na2SO4

- - Intermittent -

F.P. from basin

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Norman Engineering Co.

1972
1355-603/648-P-2
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FORM INC-2145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 
4" FLA-100405

AREA CPP

CLASSIFICATION Low level radioactive

BURIED FROM Filter bed
TO MAH-SFE-SW-048 (open bottom)

WASTE SOURCE (AT 

Not in use

LOCATION SFE-E

ACCESS MAI-fir,STW-'048

VO L (GA LIM 0) FREQ. CONTE NT (PER MO) PR ES A TO

0 0 0

DESCRIPTION CONSTRUCTION

MATERIAL DESIGN CO. Foster Wheeler
SCHEDULE CONST. CO. Bechtel
LENGTH 101 DATE 1950

BURIED DEPTH (-) 11'-2" DRAWINGS 1230-B21-108-39
ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

Overflow lines with a float for control (inactive) 2-71 may change
to eliminate this overflow. Line not shown on waste line identification
drawing.

IDENT I F I CATI Oh

CLAS SI Fl CAT 1 01.

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

4" PLA-100407

Low level radioactive

4" Drain valve
Filter bed

AREA CPP

LOCATION SFE-F

ACCESS

WA5TE SOURCE (AT  VOL (GAIL/MO) FREQ. CONTENT (PER  MO) PRES A TO 

Not in use 0 0 0

DESCRIPTION

MATERIAL Carbon steel
SCHEDULE

LENGTH

BURIED DEPTH (-) 6I-10"

ENCASEMENT

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950

1230-n21-108-39

Backwash from filters at basin. Not in use 2-71. Line not shown
on waste line identification drawing.
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FORM INC-2145 IDAHO NUCLEAR CORPORATION3-71)
CATALOGUE OF BURIED WASTE LINES 

!DENT] FI CAT I ON 3/4" Drain (out of service) AREA CPP

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

low level radioactive

CPP 611-2
6" drain (ABAND)

LOCATION gFE-E

ACCESS

VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES & T° 

Not in use 0 0 0

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH 24"

41"BURIED DEPTH

ENCASEMENT

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS 1230-R21-108-39
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IV. DATA SHEETS

Section B

Service Waste Lines
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FORM INC.-2145
(3-71)

IDENTIFICATION

CLAS sIFICATI ON

BURIED FROM

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

2" CT -676 (Out of service) AREA CPP

service waste

CPP 701 -A
TO 2" CTN - 5617

LOCATION FOS

ACCESS Inside berm - above ground

WASTE SOURCE (AT Oil Tanks  VOL. (GA LiM 0) FREQ. CONTENT(PER MO) PRES & T° 

Condensate from steam used to 0 0 0

keep oil tanks warm

DESCRIPTION CONSTRUCTION

MATERIAL C.S. DESIGN CO. Foster Wheeler

SCHEDULE 40 CONST. co. Bechtel

LENGTH 156' DATE 1950

BURIED DEPTH DRAWINGS 1230-B21-104-286

ENCASEMENT Amercoat 33 and Kraft paper

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

Last few feet of pipe labled 3/4" CT-676. CPP switched to #2 fuel oil in

November 1971 from #6 fuel oil which required steam heat.

IDAHO NUCLEAR CORPORATION

cATALMUE OF BURIED WASTE LINES 

3/4" 0T-677 (Out of service)

CLASSIFICATION service waste

BURIED FROM CPP-701-B
TO 2" CT 676

AREA CPP

LOCATION FOS

ACCESS

WASTE SOURCE (AT Oil tanks  VOL (GAL/MO) FREQ. CONTENT(PER MO) PRES & T° 

Condensate from steam used to 0 0 0

keep oil tanks warm

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

C.S.
40
34'

BURIED DEPTH Not found
ENCASEMENT Amercoat 33 and. Kraft paper

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler

Bechtel

1950

1230-B21-104-206

REMARKS CPP boilers switched to #2 fuel oil November 1971 from #6 fuel which re-
quired steam heat to keep it mobile.
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FORM INC-2145
(3-7I)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

6" HFN-701 AREA CPP

service waste

CPP 745 (HF storage)
Dry weld south of CPP-637

HP overflow and dump. Acid
passes through lime bed at

' storage tank.

VOL (GAL/MO) FRED.

LOCATION

ACCESS

45,000 1/yr. 0-2/yr.

DESCRIPTION

MATERIAL Orangeburg fibre pipe type II
SCHEDULE

LENGTH 1321

BURIED DEPTH (-) 10'-0"

ENCASEMENT

RE MARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

YDB, jDC

CONTENT(PER MO) PRES & TO 

70% HF Neutralized
with lime.

INC
Atlas
1967
1230-B21-103-323
1230-B21-103-342

HF acid is dumped to a pit filled with lime. Happened frequently
at first - but rarely now.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 
)+" PWA- 1535

service waste

CPP-640
CPP-734

WASTE SOURCE (ATHOt Pilot Plant)

Pilot plant cold, waste
Cooling H2O from outside cell
(Induction heater etc.) 

Electrolytic Dies Pilot Plant
Drin ng
cell
PM area - floor drains

outa n

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

etc. outs

347 ss
40
221+'
not found

de

AREA

LOCAT ION

ACCESS

OPP

YDB

OPP-641

VO L (GA LiM 0) FREQ. CONTENT (PER MO)

16 runs/3 yr
24 hr/run 

10-15 gal7Min 30d/2yr
Cont.

REMARKS Goes directly to disposal well.

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

H2O only

H2O only7

Fluor
Fluor
1959
1230-B21-103-323
1230-P21-103-342

PRES & TO 
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 8" SWN 1553 (ABAND)

CLASSIFICATION service waste

BURIED FROM CPP 734
TO CPP 308 (MH)

WASTE SOURCE (AT

Not in use

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH 199'

BURIED DEPTH(-) 131-91

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

AREA CPP

LOCATION YDA, YDB

ACCESS

VOL(GAL/MO) FREQ, CONTENT(PER MO) PRES 8cT° 

0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS 1230-B21-104-324

1230-B21-104-342

Tied into waste line to injection well also.
New line from 734 to injection well - 8" - SWN-100005

IDAHO NUCLEAR CORPORATION

cATALaPUE OF BURIED WASTE LINES

8" SWN-3001

Service waste

CPP-633
12" SWN-10017

WASTE SOURCE (AT 633

Steam from heat and vent
Steam from condenser
Condenser H2O

Cold makeup area drain

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

Transite

606'
(-) 91-0"

AREA

LOCATION

ACCESS

CPP

YDA,OGF, WCE

MAH-WCE-SW-04)1

voL(sAL/mo) FREQ. CONTENT(PER MO) PRES Be To 

75 Om Cont. Water flow
Continuous when
WCF operates

CONSTRUCTION

DESIGN CO. Fluor
CONST. CO.DATEFluor

1959
DRAWINGS 1230-B21-104-305

1230-B21-104-324

1230-821104-325

CPP-633 to MAH-WCE-SW-044 is 3"
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FORM 1NC-2145
(3..41)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF

8" SWA-41m3

WASTE SOURCE (AT

Service waste

c17-601
up-709

cPP-6o1

PM area floor and cup drains
Hot labs, condenser H2O
Operating corridor floor drains
PA-100 pumped discharge

BURIED WASTE LINES

VOL(GAL/MO) FREQ.

Cont.

Est. 50 gpm

AREA

LOCATION

ACCESS

CPP

YDA

109

CONTENT(PER MO)

H2O

DESCRIPTION CONSTRUCTION

MATERIAL SS 347 Spec. DESIGN CO. Foster Wheeler

SCHEDULE 10 CONST. CO. Bechtel

LENGTH 62' DATE 1950

BURIED DEPTH (-) 11'-10" DRAWINGS 1230-B21-104-305
ENCASEMENT

PRES & T°

REMARKS Line .eft in place in 1972 during construction of waste deversion system.

FORM I NC -.2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

10" SWN 5211

service waste

CPP-604
12" SWN-5218

CPP-604

Steam traps
Cooling H2O
Heating ventilation
Vacuum jet condensate-WL-108
WM-100, 101, 102 cooling coils

DESCRIPTION

MATERIAL S.S.

SCHEDULE

LENGTH 671

BURIED DEPTH ( 121-2"

ENCASEMENT

REMARKS

AREA cpp

LOCATION yDA

ACCESS

VOL(GAL/MO) FREQ. CONTENT(PER MO)

'2170 gpm Cont. Water

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-B21-104-305

PRES & TO 

Original pipe, carbon steel was badly corroded as is being replaced
with stainless steel in the spring of 1972.
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FC,4M INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALQGVE OF BURIED WASTE LINES 

8" SWN 5217 AREA CPP

service waste

WM-310
12" aWN 5218 U

LOCATION YDA, MA

ACCESS

FREQ. PRES 8sT°WASTE SOURCE (AT WM-310 ) VOL (GAL/MO) CONTENT (PER MO) 

Condensate cooling H2O 21,600 1 mo/yr water

Condensate from 628 heaters 43,000cont. water

1/8" water spray line 3,000 6 mo/yr water

DESCRIPTION

MATERIAL Spec. U Carbon steel

SCHEDULE

LENGTH 148'
BURIED DEPTH (—) 12'-4"
ENCASEMENT

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

REMARKS 8" WRIT 674 ties in south of WM-300

FORM INC-2145
(3-71)

Foster Wheeler
Bechtel
1950
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 12" SWN 5218

CLASSIFICATION Service waste

BURIED FROM

TO

10" SWN-5211 and 8" SWN 5217
CPP 709

WASTE SOURCE (AT W. of 6101}

AREA CPP

LOCATION YDA

ACCESS

VO L (GA LIM 0) FREQ. CONT E NT (F. ER MO) PRES 8c T°

Heating-ventilation steam cond. 170 gpm Cont. water
Condenser cooling H20

DESCRIPTION CONSTRUCTION

MATERIAL 92' Transite, 54' concrete Spec. TT._.DESIGN CO.

SCHEDULE CONST. CO.

LENGTH 146' DATE

BURIED DEPTH (-) 12'-2" DRAWINGS

ENCASEMENT

REMARKS

Foster Wheeler
Bechtel
19 50
1230-B21-104-305
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" SW-5242 (ABAND) AREA cpp

service waste

CPP-605
MAH-CGF-SW-039 (dry well)

WASTE SOURCE (AT

Oil line drain from blowers etc.
Not in use December 1971

DESCRIPTION

MATERIAL Spec. U
SCHEDULE

LENGTH 351
suRiED DEPTH (_) 101-6"
ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

LOCATION

ACCESS

OCT

MAH-OGF-SW-039

VOL (GAL/MO) FREQ. CONTENT (PER MO} PRES et T° 

0 0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
19 50
1230-B21-104-324

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

2" CTN 0-5617-A (Out of service)

service waste

CPP 701-B
TO 12" SWN-10047

WASTE SOURCE (AT Oil tanks  VOL(GAL/MQ) 

Condensate from steam used to keep 0
oil tanks warm

UEQ.

0

DESCRIPTION CONSTRUCTION

MATERIAL C •S• DESIGN CO.

SCHEDULE 40 CONST. co.

LENGTH 306 1 DATE

BURIED DEPTH (—) 5t-ii" to (-) 101-2" DRAWINGS

ENCASEMENT Amercoat 33 and Kraft paper

AREA CPP

LOCATION Fos FEE

ACCESS

C:ONTENT(PER MO) PILES & T0 

0

Foster Wheeler
Bechtel
1950
1230-B21-104-286

REMARKS CFP boilers switched to #2 fuel oil November 1971 from #6 oil which re-
quired steam heat to keep it mobile.
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FORM INC-2145
(3-71)

IDENTIFICATION

CLAS Fl CAT ION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1 1/2" SWN-60069

service waste

WM-302 Condenser
10" SWN 5211

WASTE SOURCE (AT Tv 302

Condenser cooling water

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED

C.S.
4o
54'

DEFT,(-) 101-10"
ENCASEMENT Amercoat 33 and Kraft paper

VO L (GA LPVI 0) FREQ.

0

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

AREA CPP

LOCATION YDA

ACCESS

CONTENT(PER M21

0

Foster Wheeler
Bechtel
1950
1230-B21-104-305

FORM INC-2145
(3...71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

cATALOGYE OF BURIED WASTE LINES 

10" SWN-100003 AREA CPP

service waste

CPP 709
CPP 304 (injection

WASTE SOURCE (AT Monitor Sta. )

See 12" SWN 5218
10" SWA 100166
8" SWA 4003
12" SWN 100119

well)

voL.(sAtimo) 

38,500,000

LOCATION

ACCESS

YDA

FRED. CONTENT(PER MO) 

Cont. Boiler chemicals
Derain. Chemicals
cooling water
steam condensate

DESCRIPTION CONSTRUCTION

MATERIAL ARMCO truss pipe DESIGN CO. Foster Wheeler

SCHEDULE CONST. CO. Bechtel

LENGTH 623' DATE 1950

BURIED DEPTH (-) 713" DRAWINGS 1230-B21-104-324

ENCASEMENT
1230-B21-104-343

REMARKS Labeled "Truss pipe"

PRES & T0

PR ES & T° 
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FORM INC-2.145
(3-.71) IDAHO NUCLEAR CORPORATION

CATALO_GUE OF BURIED WASTE LINES 

IDENTIFICATION 8" sWN-100005 AREA CPP

CLASSIFICATION service Waste LOCATION ym, yDA)

BURIED FROM UP-734 ACCESS

TO CPP-30)4 (injection well)

WASTE SOURCE (ATI1OnitOr Sta. ) VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES 8e TO

Pilot plant - 4" PWA 1535
Low bay - 8" PLN-100071
CPP-637 cold drains - 4" PLA-2001

DESCRIPTION

MATERIAL Truss pipe (rvc)
SCHEDULE

LENGTH 376'

BURIED DEPTH (-) 121-0"

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

900,000 Cont. Water

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Ferguson
Ferguson
1959
1230-B21-103-342
1230-B21-104-343

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 2" CTA-100114

CLASSIFICATION Service Waste

BURIED FROM CPS'.-603 (Basin wing)
TO MAH-303 (open bottom)

AREA CPP

LOCATION SFE

ACCESS MAH-303

WASTE SOURCE (AT 603  VOL(GAL/MO) EREQ. CONTENT(PER MO) PRES & To

Basin 2 and 3 - not used 0 0
Basin 1 - Being changed - not used after I{-71

DESCRIPTION CONSTRUCTION

MATERIAL SS 347 DESIGN CO.

SCHEDULE 4o CONST, CO,

LENGTH P13', 43', 301 = 286' 3 lines DATE
BURIED DEPTH (-) 114'-0 from DRAWINGS

ENCASEMENT Basin

Foster Wheeler
Bechtel
19 50
1230-R21-108-39

REMARKS Condensate goes into ground. Not in use. To be replaced in 1973 by
new waste handling system at 603.
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOcUE OF BURIED WASTE LINES

IDENTIFICATION 4" SWAT-100122 AREA CPP

CLASSIFICATION

BURIED FROM

TO

service waste

cPP-637
4" An-0-4003T

WASTE SOURCE (AT Lab Wing 

Sanitary facilities and showers
Vac Pump
Ventilation - Heating blow down

DESCRIPTION

MATERIAL

SCHEDULE 40

LENGTH

BURIED DEPTH(-) 71-9"

ENCASEMENT

REMARKS Also 3"

VOL(GAL/MO) FREQ. 

Cont.
Cont.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

LOCATION YrC

ACCESS

CONTENT(PER MO) 

Routine Cleanser
Seal water
Ca SO4 added
prior to shutdowns

Ferguson
Ferguson
1959
1230-B21-103-323

FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINS

IDENTIFICATION 10" SWA-100166 AREA

CLASSIFICATION

CPP

service waste LOCATION !DA

BURIED FROM CPP-601
To CPP-709 via diverting station UP-752

WASTE SOURCE (AT CPI'-601

ACCESS

vo L (GAL/MO) FREQ. CONTENT(PER MO) 

Process vessel cooling water Cont. 1320
Condenser cooling water
Basement sump CPP-602
PA-l00
Water quenching line

DESCRIPTION

MATERIAL 304 sS
SCHEDULE 10 (SS)

LENGTH 701

BURIED DEPTH(-) 14I-M"

ENCASEMENT

Est. 200-300 gpm
Max. 700 gpm

CONSTRUCTION

DESIGN CO,

CONST. CO.

DATE

DRAWINGS

PRES & T° 

PRES & TO 

Norman Engineering Co.
Arrington Construction Co.
1972
1355-C1T-300-P-2

REMARKS To be in use in 3/72. Replaced 12" SWN-4001 in 1972.
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FORM INC-2i45
(3-70

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 12" SWN 100176

CLASSIFICATION service waste

BURIED FROM E. CPP 606
To 12" SWN 100179

WASTE SOURCE (AT CPP-606

Boiler water treatment reg
Water softener reg 12" SWN
Boiler Lowdown - 4" SWN 100178

Cooling H2O
FCC condensate - 2" CT 5617
DESCRIPTION

MATERIAL
SCHEDULE
LENGTH

Concrete (C.S.

509
BURIED DEPTH
ENCASEMENT

(-) 8'9"

last

VOL (GAL/MO) FREQ. 

25')

47,000
1,000,000

2,000

1/2 d
1/4 hr.
1/8 hr.

CONSTRUCTION
DESIGN CO.
CONST. CO.
DATE
DRAWINGS

REMARKS Enters 12" clay pipe to CPP 709

FORM INC-2145
(3-71)

IDENTIFICATION

AREA CPP

LOCATION PilE, LE, YDA

ACCESS MAR-PHE-SW-011
(MAR) CPP 309

CONTENT(PER MO) PRES &TO 

720 lb Na0H, 735 lb
100,000 lb NaC1
1,600 lb NaOH, 430 lb ea.
Na
2
SO4 & Na3PO4

Foster Wheeler
Bechtel

19 50

1230-B21-104-286
1230-B2L-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LiNgs 

12" SWN 100177 AREA CPP

CLASSIFICATION service waste

BURIED FROM
TO

CPP 644
12" SWN 100176

WASTE SOURCE (AT CPP-606

Water softener regeneration
Emergency diesel cooling H2O

DESCRIPTION
MATERIAL
SCHEDULE
LENGTH

Cast iron (8"-10"-12")

286'

VOL(GAL/M0) 

1 X 106

BURIED DEPTH(-) 51-f" to (-) 61-10"
ENCASEMENT

FREQ.

LOCATION P-IE

ACCESS MA?[-PHE-SW-011

CONTENT(PER MO) 

6/24 hr. 1 x 10) lb. NaC1
0

CONSTRUCTION
DESIGN CO.
CONST. Co.
DATE
DRAWINGS

Foster Wheeler
Bechtel
19 50
1230-B21-104-286
1230-B21-103-304

PRES & T0 

REMARKS Cooling water in emergency diesel and waste regeneration line from CPP 606
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FORM INC-21411
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALCI_gUE OF BURIED WASTE LINES 

4" SWN 100178 AREA CPP

CLASSIFICATION service waste

BURIED FROM

TO

CPP 606 (blow off pit)
12" SWN 100176

LOCATION PHE

ACCESS Blowdown

WASTE SOURCE (AT CIT-6o6  VOL (GAL/MO) FREQ.

Boiler blowdown

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

Cast iron

132' (after pit)
BURIED DEPTH

ENCASEMENT

REMARKS

2,000 1/8 hr.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

CONTENT (PER MO)

1600 lb. NaOH
430 1

b 
Na SO

430 lb. Na3PO4

Foster Wheeler
Bechtel
1950
1230-P21-104-286

vessel

PRES 8c T° 

Blowdown of boiler water once/8 hr. shift. Recently replaced from
boiler house to main SWN.

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 
12" SWN-100179

service waste

12" SWN-100176 and 8" so-3001
cPP-709

WASTE SOURCE (AT CPP-309

Boiler water treatment
Water softener
Boiler blow down
Cooling H2O
FOS condensate

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

30)4 SS
4o
52,

BURIED DEPTH(—) 131

ENCASEMENT

REMARKS

AREA CPT,

LOCATION YDA

ACCESS NH CPP-309

VOL (GAL/MO) FRED. CONTENT (PER MO) PRES & TO 

47,800 1/2 day 720 lb NaOH
1,100,000 1/4 hr. 85,000 lb NaCl

2,000 1/8 hr. 1,200 lb NaOH, 200 lb ea.
Na2SO4 and Na. PO4

00 gal H2SO4

Formerly clay. Changed
Construction Co.

100 gpm Cont.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel - Arrington

1950
1230-B21-104-305
1355-CPP-300-P-2

to SS in 1972 during construction by Arrington
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FORM I NC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALQGUE OF BURIED WASTE LINES 

6" SWN iool8o AREA CPP

service waste

up- 634
12 

SWN 100176

(4WASTE SOURCE (AT CPP-63 

Floor drains 634
Floor drains from 628
Floor drain 619
Cold ilmp (WM 189-190-
via 2" SW-1339)

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH 317'
BURIED DEPTH (-) 7/-9"

ENCASEMENT

REMARKS

FORM NC-214$
(3-71)

IDENTIFICATION

CLASSIFICATION

VOL (GAL/M0) 

60 gal/yr
180 gal/yr
60 gal/yr

2400 gal/yr

Extra heavy cast iron pipe
and fittings

LOCATION

ACCESS

FREQ. 

1/mo
1/mo
1/mo
1/quarter

CONSTRUCTION

DESIGN CO,

CONST. CO.

DATE

DRAWINGS

WM, YDA

MAID-WM-CIS-019

CONTENT(PER MO1

Water

Fluor
Fluor
1957
1230-B21-104-286-4

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1 1/2" SWN 100184

service waste

BURIED FROM CPP-606

TO Blow off pit (CPP 6o6)

WASTE SOURCE (AT CPP-606

Boiler blowdown

DESCRIPTION

MATERIAL Extra heavy pipe
SCHEDULE

LENGTH 73'
BURIED DEPTH(-) 21-6"

ENCASEMENT

REMARKS

VOL (GA LiM110)

2000

FREQ.

1/8 hr.

CONSTRUCTION

DESIGN CO.

CONST, CO,

DATE

DRAWINGS

AREA

LOCATION

ACCESS

CPP

PHE

CONTENT (PER MO)

1600 lbt, NaOH
430 lbs. Na2SO4
430 lbs. Na3PO4

Foster Wheeler
Bechtel

1950
1230-B21-104-286

PR ES & T° 

PR ES & T0 



FORM INC-2145
0-7/1

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 6" SWN-100223 (ABAND) AREA CPP

CLASSIFICATION service waste LOCATION SP —W

BURIED FROM CPP-603 ACCESS MAH—SFE—SW-045

TO MAH-SFE-WQ-046 (Monitoring MH)

WASTE SOURCE (AT CPP-603 

Floor drain and roadway
drains to west manhole

1/01—(GAL/MO) FREQ. CONTENT(PER MO) PRES & T° 

0 0 0

DESCRIPTION CONSTRUCTION

MATERIAL Carbon steel DESIGN CO. Foster Wheeler

SCHEDULE 40 CONST. CO.

LENGTH 981 
DATE 

Bechtel

1950

BURIED DEPTH Not found DRAWINGS 1230-B21-107-57

ENCASEMENT

REMARKS Line removed, April 1972. Waste rerouted in 2" CTN-100371.

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3--71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 6" SWA —100253 AREA

CLASSIFICATION

CPP

service waste LOCATION 1110A

BURIED FROM Diversion pump station CPP-750

TO Monitoring station CPP-709
ACCESS

WASTE SOURCE (AT CPP-750  voL(GALImo) FREQ. CONTENT(PER MCI PRES 9c TO 

Normal service waste liquid 1-2/yr. H2O

DESCRIPTION

MATERIAL 304 SS
SCHEDULE 4o
LENGTH 14g

BURIED DEPTH (—) 10'-9" to (-) 13'

ENCASEMENT

CONSTRUCTION

DESIGN co. Norman Engineering Co.

CONST. CO, Arrington Construction Co.

DATE 1912

DRAWINGS 1355—CPP..300—P."2

REMARKS Only used when checking operation of monitoring and 
automatic diversion

systems. To be in use in 9/72.
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FORM onic-214s IDAHO NUCLEAR CORPORATION(3-71)

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" CT -100371 AREA

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

Service waste

Flash tank outlet
1000 gal septic tank outlet

CPP -603

Floor drains and condensate

DESCRIPTION

MATERIAL Bondstrand 4000
SCHEDULE

LENGTH 15t

BURIED DEPTH A) 91

ENCASEMENT

CPP

LOCATION SFE

ACCESS

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES &T° 

1000 Cont. water

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Aerojet Nuclear
Ormond Construction Co.
1972
1375-CPP-603-P10

REMARKS Installed in April 1972 to replace 6" SWN-100223.

FORM INC-2145
(371)

IDENTIFICATION
30 sw

IDAHO NUCLEAR CORPORATION

cATA1,OGUE OF BURIED WASTE LINES 

(ABAND)

CLASSIFICATION service waste

BURIED FROM N. 695 333.3
TO CPP-309

WASTE SOURCE (AT

AREA CPP

LOCATION YDA

ACCESS

VOL (GA LIMO) FREQ. CONTENT (PER MO) PRES 21, TO 

Not in use 0

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

C.S.

86'
BURIED DEPTH Unknown

ENCASEMENT

REMARKS Abandoned

0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS 1230-B21-104-305



FORM INC-2I45
(3-71)

IDENTIFICATION

CLASSIFI CATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

6" SWN (ABAND)

service waste

AREA CPP

LOCATION SFE-E

BURIED FROM CPP 603 S wing E side ACCESS

TO 4" PLA-100116
via: M.H. CPP 303

WASTE SOURCE (AT  VOL (GAL/MO) FREQ. CONTENT (PER MO PR ES & T° 

Not in use 0 0 0

DESCRIPTION CONSTRUCTION

MATERIAL DESIGN CO.

SCHEDULE CONST. CO.

LENGTH 43' DATE

BURIED DEPTH(-) 516" - 6'6" DRAWINGS 1230-B21-108-39

ENCASEMENT

REMARKS A new 3 1/2" SS was run inside of this to CPP 603.

This line is closed off and abandoned.

FORM I NC -,2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINgs 
coeNTIFicATIoN 211-" SWN (24" VT SWN) (out of service) AREA CPP

CLASSIFICATION service waste

BURIED FROM CPP 709
TO CPP 304 (injection well)

LOCATION YDA, YDB

ACCESS

WASTE SOURCE (AT CPP-709  VOL (GA L/IIVI 0) FREQ. CONTENT (PER MO) PRES & T° 

Not in use 0 0 0

DESCRIPTION

MATERIAL Vitreous Tile
SCHEDULE

LENGTH 3071

BURIED DEPTH (-) 20'-2" at well

ENCASEMENT

RE MARKS Emergency use only

CONSTRUCTION

DESIGN CO. Foster Wheeler
CONST. co. Bechtel
DATE 1950
DRAWINGS 1230-B21-104-305

1230-B21-104-324
1230-B21-104-343

59



FORM INC--2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1" Overflow (ABAND)

None

CPP-606 S side
Indefinate (CPP 619 area)

WASTE SOURCE (AT

AREA CPP

LOCATION PHE

ACCESS

VOL (GA LIM 0) FREQ. CONTENT (PER MO) PRES & T0 

Not in use. Formerly a 0 0 0
gasoline line.

DESCRIPTION CONSTRUCT ION

MATERIAL DESIGN CO.

SCHEDULE CONST. CO.

LENGTH 166 DATE

BURIED DEPTH ( - ) 6 ' -0" DRAWINGS

ENCASEMENT

REMARKS

1230-B21-104-286



IV DATA SHEETS
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Sanitary Sewers
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FORM NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" W9 -0-4001 AREA

CLASSIFICATION sanitary sewer

BURIED FROM CPP-637

TO 4" WQN-0--4003 T

WASTE SOURCE (AT CPP-637

Toilet facilities and
wash bowls

DESCRIPTION

MATERIAL C.Z. Spec. T
SCHEDULE

LENGTH 68 1

BURIED DEPTH(-) 81-7"

ENCASEMENT

REMARKS

CPP

LOCATION YDC

ACCESS

VOL (GAL/MO) FRED. CONTENT (PER MO) PRES & TO 

cont. Routine cleansers

CONSTRUCTION

DESIGN CO.

CONST. co.

DATE

DRAWINGS

Ferguson
Ferguson
1959
1230-B21-103-323

FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALQGUE OF BURIED WASTE LINES

IDENTIFICATION 8" WQN-0-1+003 AREA app

CLASSIFICATION sanitary sewer LOCATION PEE, YDD, YDC

BURIED FROM cFP-631 ACCESS MAH-PEE-WQ-002
TO 12" WQN 100172 MAH-PHE-WQ-003

WASTE SOURCE (AT West Side  voL(GALlmo) FREQ. CONTENT(FER MO) 

Toilet facilities and cont. Routine cleansers

hand basins - CPP-637 and
CPP-624 H2O
Service waste from heating and
ventilation
4" STN 100122

DESCRIPTION

MATERIAL C. I. Spec. T
SCHEDULE

LENGTH 9521

BURIED DEPTH (-) 111-6"

ENCASEMENT

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Ferguson
Ferguson

19 59
1230-B21-104-286
1230-B21-103-304
1230-B21-103-323

PRES &To

Line goes through MAH-SAC-WQ-001. First 173' of pipe from CPP-637
is 4" dia. and labled 4" wo-0-4003T
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 
121! WQN 100172 AREA OPP

CLASSI F I CAT ION Sanitary sewer LOCATION PIlE, FOS, WQ

BURIED FROM CPP-602 ACCESS MAH-NME, WQ-005

TO OPP-715 (Sewer plant) MAH-MBE, WQ-006

WASTE SOURCE (AT Sewage Plant VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES & T0

Toilet facilities and cont. Routine cleansers
wash basins - Includes
waste from

6" WQN 100225
8" WQN 4003
8" WQN 100174

DESCRIPTION

MATERIAL Concrete sewer pipe B & S
SCHEDULE

LENGTH 7221

BURIED DEPTH (-) 151-0"

ENCASEMENT

REMARKS Main line for plant area.

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-B21-104-286

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

4" WO-100173

sanitary sewer

OPP-624

811 w0-0-4003T

AREA OPP

LOCATION ylipc

ACCESS

WASTE SOURCE (AT Anal. Trailer ) voL(GALIMO) FREQ. CONTENT (PEP MO) PRES & To

Toilet facilities
and wash basins

DESCRIPTION

MATERIAL Asbestos-cement
SCHEDULE

LENGTH 421

BURIED DEPTH (") 8'-4"
ENCASEMENT

REMARKS

cont. Routine cleansers

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

INC
Arrington
1967
1230-B21-103-304
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FORM INC--2145
0-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 4" WQN 100174 AREA OPP

CLASSIFICATION Sanitary sewer LOCATION PRE

BURIED FROM CPP-606 ACCESS MAH-PHE-WQ-004
TO 12" WQN 100172

WASTE SOURCE (ATBOiler House VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & T° 

Toilet facilities cant. Routine cleansers
and wash basins

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH 224'
BURIED DEPTH (-) 101-2"

ENCASEMENT

CONSTRUCTION

DESIGN co.Footer Wheeler

CONST. co.Beehtel

DATE 1950

DRAWINGS 1230-1 21-104-286

REMARKS Goes through abandoned septic tank.

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" WO-100175 AREA DPP

CLASSIFICATION

BURIED FROM

TO

sanitary sewer

CPP-609
Septic tank - Gess pool

LOCATION YTC

ACCESS

WASTE SOURCE wrGuard House  VOL (GAL/MO) FRED. CONTENT(PER MO) PRES & TO 

Toilet facilities
andd, wash basin

DESCRIPTION

MATERIAL C.I.

SCHEDULE

LENGTH 581

BURIED DEPTH (-) 81-'0"

ENCASEMENT

REMARKS

cont. Routine cleansers

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Footer Wheeler
Bechtel

1950
1230-B21-103-323



FORM INC-21415
(3-71)

IDENTIFICATION

CLASSIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" wo 100224

sanitary sewer

BURIED FROM C2P-633

TO Septic tank

WASTE SOURCE (AT Calciner

Toilet facilities
and wash basins

DESCRIPTION

MATERIAL C.I.
SCHEDULE

LENGTH 961

BURIED DEPTH (-) 10T-3"

ENCASEMENT

REMARKS

FORM NC-2145
(3 -71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

AREA CPP

LOCATION CGF

ACCESS

VOL (GA LIMO) FREQ. CONTENT (PER MO) PR ES & T° 

cont. Routine cleansers

CONSTRUCTION

DESIGN CO. Fluor
CONST. CO. Fluor
DATE 1959
DRAWINGS 1230-321-104-325

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

6" WO 10022 5

Sanitary sewer

CPP-630
12" WW-100172

AREA

LOCATION

ACCESS

CPP

' YDA

NAH-MBE-WQ-005

CPP-630 ) VOL (GA LiN10) FREQ. CONTE NT (PER MO) PR ES & T° 

Toilet facilities and wash Continuous Routine

basins cleansers

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

C.'.

181
(_) 11'-9"

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-B21-104-286
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" WQN 100226 AREA CPP

CLASSIFICATION sanitary sewer LOCATION OGF

BURIED FROM CPP-605 ACCESS Septic tank (CPP-306)
TO Cess pool

WASTE SOURCE (AT cPp-605  VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & To 

Toilet facilities
and wash basins

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

Cast iron

28'
BURIED DEPTH Unknown
ENCASEMENT

REMARKS

FORM 1NC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM
TO

cont. Routine cleansers

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-B21-104-324

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" WQN-100227 (APAND)

sanitary sewer

CPA-603 - Bl
6" SWN 100223 (after septic tank

WASTE SOURCE (ATStorage Basin ) 

Toilet facilities
and wash basin

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

C.I.

35'

BURIED DEPTH Not

ENCASEMENT

found

AREA CPI'

LOCATION Ste,-W

ACCESS

VOL(GAL/M0) FREQ. CONTENT (PER MO) PRES & T° 

0 0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
19 50
1230-B21-107-57

REMARKS 
Line removed April 1972 - waste rerouted in - 4"-WQN-100378.



FORM INC-2145
(3-71)

IDENTIFICATION

CLAS SI Fl CATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" WQN-100369

Sanitary sewer

603
1000 gal septic tank

WASTE SOURCE (AT CPP-603

Sanitary facilities

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

Dualoy-2000

42'
81-11‘

VOL(GALIMO) 

3000

AREA

LOCATION

ACCESS

Cif

SFE

FREQ. CONTENT(PER MO) PRES BIT° 

Cont. Routine cleansers

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

Aerojet Nuclear Company

1972
1375-CPP-603-P10

REMARKS Installed April 1972 to replace 1 WQN-100227.

FORM INC-Z(45
(3-.71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" WQN-100372

Sanitary sewer

603 septic tank outlet
Disposal pit

CPP-603

Sanitary facilities
Floor drains and condensate

DESCRIPTION

MATERIAL Dualoy 2000
SCHEDULE

LENGTH 14-1.201

BURIED DEPTH 9,-10,
ENCASEMENT

VOL. (GA LIMO) FREQ.

AREA CP?

LOCATION SEE

ACCESS

CONTENT (PER MO)

3000 Cont. Septic tank
effluent water

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Aerojet General

1972
1375-CPP-603-P10

REMARKS Installed 1972 to replace 6" SWN-100223 and 4" WQN-100227.

PR ES Ek T° 
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FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" WQN (ABAND) AREA

CLASSIFICATION

BURIED FROM

TO

sanitary sewer

Yard area N of Oak Ave.
8" WQN-0-4003T

CP?

LOCATION YD°

ACCESS

WASTE SOURCE (AT  VO L- (GA Lifivl 0) FREQ. CONTENT(PER MO) PRES & T° 

Not in use 0 0 0

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

Unknown, guess

REMARKS Abandoned

FORM INC-2145
(3-71)

8

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS 1230-B21-103-304

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 6"-WO (Out of service) AREA OPP

CLASSIFICATION Sanitary sewer

BURIED FROM

TO

N 696,000.0

12"-WQN 10017;,

WASTE SOURCE (AT

Unknown

LOCATION F°6

ACCESS

VOL (GAL/M0) FREQ. CONTENT(PER MOZ PR ES & TO 

0 0 0

DESCRIPTION CONSTRUCTION

MATERIAL Concrete sewer pipe B & S DESIGN CO. Foster Wheeler

SCHEDULE CONST. CO. Bechtel

LENGTH 421DATE 1950

BURIED DEPTH (-) 1, DRAWINGS 123O-B21-104-28611-

ENCASEMENT

REMARKS No adjacent drawings having this line. It appears that this line

comes from old abandoned construction buildings.
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

,C6TALOGUE OF BURIED WASTE LINgLS 

IDENTIFICATION 4" WQN (ABAND) AREA

CLASSIFICATION

BURIED FROM

TO

Sanitary Sewer

N 695 666.7
Yard N of Oak Ave. (cPP 637)

WASTE SOURCE (AT

Not in use

CPP

LOCATION wQ

ACCESS

VOL. (GAL/M0) FREQ. CONTENT (PER MO) PRES & T° 

0

DESCRIPTION CONSTRUCTION

MATERIAL DESIGN CO.

4SCHEDULE CONST. CO.

LENGTH 38

" 
1 DATE

BURIED DEPTH Unknown DRAWINGS 1230-W1-103-304
ENCASEMENT

REMARKS Abandoned. Does not show on adjacent drawing.
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FORM 1 NC-2145
(3-71)

IDENTIFICATION

CL-ASSI Fl CAT I ON

BUR 1E0 FROM

TO

WASTE SOURCE

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 
3" VGA-100

off-gas

CPP-620
CPP-601

CATIlig,h Bay-1971

12" Calciner

Graphite burner

DESCRIPTION

MATER IAL

SCHEDULE

LENGTH

BURIED

347 SS
40

2601'
'OEPTH(-) 1-1"

ENCASEMENT

REMARKS

AREA OPP

LOCATION Y.I0C YDB

ACCESS

VO L. (GA LIM 0) FREQ. 

180,000 scfkun. 1-5
run/yr.

10,000 ft3/day 3
wks/yr.

CONSTRUCTION

DESIGN CO,

CONST. CO,

DATE

DRAWINGS

CONTENT(PER MO) 

5% N0y, 10% CO2,
5%CO2,. 20% 02, +

N2
30% CO2, Ba1 02 +

N2

Torkelson
H. S. Wright
1965

1230-B21-103-323

FORM INC--2145
(3-71)

IDENTIFICATION

CLASS) Fl CAT ION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGIJE OF BURIED WASTE LINES 

3" DGA - 710

off-gas

UP-727 (Rata

CPP-631

off-gas storage)

Not in use 11-71.

DESCRIPTION

MATERIAL

SCHEDULE

LE NGT H

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
4o
786,
(-) 101-8"
Rala pipeway,465'
None 7210

Inactive (4-1971)

vo (GA L./m 0) FREQ.

0 0

CONSTRUCT ION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

AREA CPP

LOCATION 0GF

ACCESS

CONTENT(PER MO)

0

PPCo
Arrington
1958

1230-B21-104-324
1230-B21-104-325

PR ES & TO 

PR Es & T0 



FORM INC-2I45
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 6" DGA-716 AREA CPP

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

off-gas

Rala pipeway

CPP-708 (stack)

Not in use 11-71.

LOCATION 0(7

ACCESS

VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES & T° 

0 0

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. P.P. Co

SCHEDULE )40 CONST. co. Arrington

LENGTH 321 DATE 1958

BURIED DEPTH Unknown DRAWINGS 1230-B21-104-324

ENCASEMENT Rale pipeway 321

REMARKS Not underground from valve pit (CPP-726) to stack.

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

" DGA-717

off-gas

car 121 (Rap, off-gaa storage)

6" DGA-716

WASTE SOURCE (AT VOL (GA LIM 0) 

AREA CPP

LOCATION OGF

ACCESS

FREQ, CONTENT (PER MO) 

Not in use 11-72. Rala 0 0 0

off-gas storage overflow.

DESCRIPTION CONSTRUCTION

MATERIAL SS 347 DESIGN CO. PPCo

SCHEDULE 4o CONST, CO. Arrington

LENGTH 535' DATE 195B
BURIED DEPTH (-) 10 r-8" DRAWINGS 1230-B21-104-324

ENCASEMENT None 1230-1121-104-325

REMARKS

PRES & T0 



FORM NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF pURIED WASTE 1.,INES 

IDENTIFICATION 8" VGA 1003 AREA OPP

CLASSIFICATION Off gas

BURIED FROM

TO

CPT'- 601
cPP-6o4

LOCAT ION

ACCESS

YDA

WASTE SOURCE (AT CPP- 601) V01.- (GA L/M 0) FREQ. CONTENT (PER MO) PRES & T° 

Vessel off gas

DESCRIPTION

MATERIAL 347 SS spec. C
SCHEDULE 10
LENGTH 3071

BURIED DEPTH(-) 171 -'8"

ENCASEMENT

REMARKS Goes to jet on blower

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

Unknown Small activity

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-E21-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" rGA-10°4

Off gas

CFP-601
CPP-604

WASTE SOURCE (AT crr-601 

C and D Dissolver off-gas

G-Cell, etc.

DESCRIPTION

MATERIAL 347 SS spec. C
SCHEDULE 4o
LENGTH 3011

BURIED DEPTH(_) 17,-6°
ENCASEMENT

REMARKS

vou(GAL/m0) 

5-15 scfm
during
dissolver
operation

AREA

LOCATION

ACCESS

CPI'

YDA

FREQ. CONTENT (PER MO) PRES & T° 

25-54 11% N20
of year 1% NxOx

30% 02
57% Ne

<1% Kr, Xe
(1%112

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1950
1230-B21-104-305
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FORM I NC-M 45
0-70

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" DGA 1005

Off gas

CPP-601
UP-604

WASTE SOURCE (AT

RaLa off-gas transfer
not in use 11-71.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

347 ss SDec!. C
4o
246,

BURIED DEPTH ( ) 151-8"

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

voL (GA LiM 0) FREQ.

0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAW I N GS

AREA CPP

LOCATION YDA

ACCESS

CONTENT (PER MO) 

0

Foster Wheeler
Bechtel

19 50
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINS

IDENT I F 1 CAT ION 1 1/2" SGA 1550 AREA CPP

CLASSIFICATION Off-gas

BURIED FR OM

TO

CPP-640
CPP-6+l

WASTE SOURCE (ATIIOt pilot plant) voL(GAL/mo) FREQ.

Liquid sampler off-gas line

prevents back-up of the
liquid waste.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

347 SS
40
214'

BURIED DEPTH Not found
EtiCASE ME NT

REMARKS

0 0

CONSTRUCTION

DESIGN Co.

CONST. CO.

DATE

DRAWINGS

LOCATION YDB

ACCESS

CONTENT (PER MO)

0

Fluor
Fluor

19 59
1230-B21-103-323

1230-B21-103-342

PRES & TO 

PR ES & T° 

Also fabled 1 1/2" SCGA 1550. This goes back into 601 sampler off-gas
systems.
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FORM 1NC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO

CATALOGUE

2" VGA 1550

off gas

CPP-640
cPP-641

WASTE SOURCE (A,THot pilot plant) 

Pilot plant gases after 1971
Electrolytic Dis. Pilot Plant

CDE - to Rata hold tank

5 hot runs 11 12 runs.

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 40
LENGTH 192'
BURIED DEPTH Not found.
ENCASEMENT

NUCLEAR CORPORATION

OF BURIED WASTE LINES

AREA CPP

LOCATION

ACCESS

TDB

VOL(GAL/M0) FREQ. CONTENT(PER

30 din 1969
1 d/runs
16 run/3 ye.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

MO)

0 
Nitric Oxides
12-131

Fluor
Fluor
1959
1230-B21-103-323
1230-B21-103-342

REMARKS Electrolytic dissolver off-gas does not go out this line.

FORM INC-2145
(3-711)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BUIVED WASTE LINES_

3" TAA-3001

off-gas

CPP-729
CPP-633

WASTE SOURCE (AT an 1 VOL FREQ.

Air return %/%100 scfm

DESCRIPTION

MATERIAL ES 311-7
SCHEDULE 40

LENGTH 821

BURIED DEPTH 10 1 -8"

ENCASEMENT Concrete

Cont.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA CPP

LOCATION WEI WCS

ACCESS

PR ES & TO 

CONTENT(PER MO) PRES8cT° 

Calcine fines
ContinnOus when 3" Hg VAC
calciner is 80ct
operating

Fluor
Fluor
1959
1230-B21-104-325-1

REMARKS Carries transport air back from storage bins. Bin filled. Part of
line no longer used.
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FORM INC--2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1011 PSA-3001 AREA CFP

CLASSIFICATION off-gas LOCATION WOE, OGF

BURIED FROM 
CFP-633 ACCESS MAH-OGP-PL-041

TO 
CPR-708/stack

WASTE SOURCE (AT CPP-33 ) VOL (GA LIMO) FREQ. CONTENT(PER  MO) PRES Bg TO 

Air with NO2

1200 sefm Continuous when ,-,^atmos.

Calciner off-gas
Main ealciner off gas line

(10"-PUA-3001) comes out of

ground at manhole.

DESCRIPTION

MATERIAL SO 347

SCHEDULE 10

LENGTH 1391

BURIED DEPTH (-) 12T-1"

ENCASEMENT

calciner is 200
o
C

operating

CONSTRUCTION

DESIGN co. Fluor
CONST. CO. Fluor
DATE 1959
DRAWINGS 1230-B21-104-325-1

1230-B21-104-324

REMARKS Line designation changes to 10" MA-3053 on DRW 1230-B21-104-324

FORM INC--2145
(3-11)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PLA-3006 AREA CPP

CLASSIFICATION off-gas

BURIED FROM CPP-129

TO 24" CGN

WASTE SOURCE (AT

Vent gas from storage bins

DESCRIPTION

MATERIAL SS 347

SCHEDULE 4o
LENGTH 2331

BURIED DEPTH (-) 101-6"

ENCASEMENT

LOCATION

ACCESS

WCE, WCS

MAH -WCE -SW -044

VOL(GAL/MO) FREQ. CONTENT (PER MO) PRES & TO 

0 0 low level

CONSTRUCTION

DESIGN CO. Fluor
CONST. CO. Fluor
DATE 1959
DRAWINGS 1230-B21-104-325-1

REMARKS Carries vent gas back to stack if calciner is not operating. Liquid

waste line (1 1/2" PUA 3002) is inside of this line.
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" TAA-3031

f-gasCLASSIFICATION of

BURIED FROM CPP 744
To 3" TAA 3001

WASTE SOURCE (AT Bin

Air return

AREA CPP

LOCATION WCE, WCS

ACCESS

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & T° 

kon100 scfm Cont. Calcine fines 3" Hg VAC
continuous when 100°C
calciner is
operating

DESCRIPTION CONSTRUCTION

MATERIAL SS 347 DESIGN CO. Norman
SCHEDULE 40 CONST. co. H. S. Wright
LENGTH 901 DATE 1965

BURIED DEPTH Unknown DRAWINGS 1230-B21-104-325
ENCASEMENT Carbon steel and concrete 1230-B21-104-325-1

REMARKS

FORM INC-2145
(3-71)

Bins still in use 1971. Carries transport air back from storage bins.
Will not be used after second set of bins becomes full.

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINga

3" TAA-3035

off-gas

CPP-747
3" TAA-3031

Air return

AREA

LOCATION

ACCESS

CPP

WCS, WCE

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES 8r T0 

'\,100 scfm Cont. Calcine fines 3" HgVAC
continuous 100°C
when calciner
is operating

DESCRIPTION CONSTRUCTION

MATERIAL SS 304 DESIGN CO. Idaho Nuclear Corporation
SCHEDULE 4o CONST. CO. Arrington
LENGTH 1361 DATE 1971

BURIED DEPTH Elev.(-)10' to (+)28' DRAWINGS 400-402,590
ENCASEMENT 114" sch. 40 e.s. sleeve and 1230-CPP-3014-5

concrete

REMARKS
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FORM I NC-2145
(3-71)

IDENTIFICATION

CLAS SI F I CATI ON

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" VGA-3051 (ABAND)

off-gas

CPI'-633
3" PLA-3006

VOL (GAL/M0) FREQ.

AR EA CPP

LOCATION WCE

ACCESS

CONTENT (PER MO) PR ES & T° 

Not in use 0 0 0

DESCRIPTION

MATERIAL SS 347
SCHEDULE 10
LENGTH 55'
BURIED DEPTH ( 9 ' 0-2"
ENCASEMENT

CONSTRUCT ION

DESIGN CO. Fluor

CONST, CO, Fluor
DATE 1959
DRAWINGS 1230—B21-104-325-1

REMARKS Capped off at cell when transport air blowers were abandoned.

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" VGA-30 85 AREA CPT

Off-gas WCS
LOCATION

CPP-747

3" VGA-3086
ACCESS

WASTE SOURCE (AT ) VOIL (GA L/M0) FRED. CONTENT (PER MO) 

Vent gas from calciner bins Unknown May contain
transfers whenever pressure radioactive
differences develop between particulate
bins.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

SS 304

96'
Elev. (4)5'-7" to (t)23'-9"
10" sch. 40 c.s. sl:?.eve
and concrete

CONSTRUCT ION

DESIGN CO.

CONST, CO,

DATE

DRAWINGS

PRES tic T° 

'1,3" HgVAC
20°C

Idaho Nuclear Corporation
Arrington
1971

400-402,590

REMARKS Connects into 3" VGA-3086 which goes to a demister in CPP-639. Acts as a
pressure relief between bin #3 and bins #1 and #2,
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" VGA-3086

off—gas

CPP-639
CIT-744

WASTE SOURCE (AT

Vent gas from calciner bins

transfers whenever pressure dif—

ferences develop between bins.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

VOL (GAL/M0) FREQ.

Unknown

AREA CPP

LOCAT ION WCS

ACCESS

CONTENT(PER MO)

May contain
radioactive
particulate

CONSTRUCTION

SS 347 DESIGN CO. Fluor

40 coNsT. co. Fluor
851 DATE 1959

BURIED DEPTH DRAWINGS 1230-B21-104-325

ENCASEMENT Carbon steel
envelope

Carries vent gas to a demister at CPP 639. Acts as a pressure
tween bins 1 and # 2.

REMARKS

FORM INC-2145
(3-71)

PRES & T0 

/03" Hg VAC
20°C

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

sleeve and conc.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

24" CGN

off-gas

CPP-633
CPP-708 (stack)

AREA

LOCATION CGF

ACCESS

CIT

WASTE SOURCE (AT vol.. (GA L/M FREQ. CONTENT(PER MO) 

Ventilation air exhaust

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

311.0 SS and Clay pipe

148,
BURIED DEPTH (-) 101-8"
ENCASEMENT

aPProx,
10,000 soft

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Air
Continuous most
of the time.
Practically never
shut off unless
blower fails

Fluor
Fluor
1959
1230-B21-104-324

1230-B21-104-325-1

relief be-

PRES 8c T0 

Atmosphere
20°C

REMARKS the first 30' is 1/4" Thk. SS-304, it then changes to vitrified clay

pipe for 1181.
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V. DATA SHEETS FOR WASTE TANK FARM LINES
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V. DATA SHEETS

Section A

Transfer Lines
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE

IDAHO NUCLEAR CORPORATION

CATALOQLJE OF BURIED WASTE LINES 

1" PITA-7

High level radioactive

1" PWA-5
1" PWA-18

(AT E-110

Waste transfer - no longer
used (7-71)

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

AREA

LOCATION

ACCESS

CPP

WM

MAH-WM-PW-024

) VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES et T° 

0 STR-SIR
Raffinate

347 SS

40
10'
(-) 1V-4"
STR Concrete pipeway

REMARKS SIR, STR waste

FORM INC-2145
(3-71)

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard

1953
1230-B21-104-2064

IDAHO NUCLEAR CORPORATION

CATALOcUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PWA-15 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 1" PUA-1 ACCESS MAH-WM-PW-023

TO WM-103

WASTE SOURCE (AT E-l10

Waste transfer - no longer
used (7-71)

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 40

LENGTH 281

BURIED DEPTH (-) 181 -2"

) VOL (GAL/MO) FREQ. CONTENT(PER MO1 PRES 4E'. To 

0 SIR-STR
Raffinate

ENCASEMENT STR concrete pipeway

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1230-B21-104-286-4
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE

IDENTIFICATION 1" PWA-17

CLASSIFICATION High level radioactive

BURIED FROM 1" PWA-5
TO WM-105

WASTE SOURCE (AT E-110

Waste transfer - no longer

used (7-71)

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

VOL (GAL/M0) FREQ.

347 SS
40

28'
(-) 10T-2"
STR Concrete pipeway

LINES 

AREA CPP

LOCATION NrM

ACCESS NAH-WM-PW-025

CONTENT(PER MO)

0 STR-SIR
Raffinate

CONSTRUCTION

DESIGN

CONST. CO.

DATE

DRAWINGS

CO. Blaw Knox
Pritchard

19 53
1230-B21-104-286-4

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PWA-18 AREA CPP

CLASSIFICATION

BURIED FROM

TO

High level radioactive

1" PUA-T
WM-104

WASTE SOURCE (AT E-110

Waste transfer - no longer
used (7-71)

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH (—) 181-2"
ENCASEMENT

REMARKS

347 SS
40

VOL. (GAL/MO) FREQ.

STE Concrete pipewuy

0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

LOCATION

ACCESS

WM

PRES Sc T°

MAH-WM-PW-0211

CONTENT(PER MO) 

SIR-STR Raffinate

Bluw Knox
Pritchard
19 53
1230-B21-104-286-4

PRES Elz TO 
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FORM I NC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1" PWA-19

High level radioactive

1" PWA-8

WM-106

WASTE SOURCE (AT E-110

Waste transfer - no longer

used (7-71)

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM 1 NC-Z1145
(3-•71)

AREA

LOCATION

ACCESS

CPP

WM

MAH -WM -PW-026

VOL (GAL/MO) FREQ. CONTE NT (PER MO) PRES & 1-0 

347 SS
40

29'
(-) 18'
STR Concrete pipeway

0 SIR-STR Raffinate

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox

Pritchard

19 53
1230-B21-104-286-4

IDAHO NUCLEAR CORPORATION

ceATAL,OGYE OF BURIED WASTE LINES 

IDENTIFICATION 3" ITA-201 AREA

CLASSIFICATION

BURIED FROM

TO

High level radioactive

3" puA-1014
WM-181

LOCATION

ACCESS

CPP

WM

Div. Box A-2

WASTE SOURCE (AT WL-101  VOL (GALIM 0) FREQ. CONTENT (PER MO) PRES & T° 

Waste transfer - After 1-72, 0 2nd and 3rd cycle

emergency use only for Service raffinate

waste. 
emergency only

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN co. Foster Wheeler

SCHEDULE 40 CONST. CO. Bechtel

LENGTH "-'6o' DATE 1951

BURIED DEPTH (-) 101-'51 DRAWINGS 1230-B21-104-305 not shown

ENCASEMENT Tile pipe 5774-CPP-301-31

REMARKS
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 
311 PTA-203

CLASSIFICATION

BURIED FROM

TO

High level radioactive

3" ruA-1013

WASTE SOURCE (AT

AREA CPP

LOCATION WM

ACCESS Div. Box A-2

VOL (GA LiM 0) FREQ. CONTENT (PER MO) PRES t3c TO

Waste transfer - After 1-72, 0 2nd and 3rd

emergency use only for service cycle raffinate

waste. emergency only

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Foster Wheeler

SCHEDULE 4o CONST. CO. Bechtel

LENGTH rl 60T DATE 1951

BURIED DEPTH (—) 101-5' DRAWINGS 1230-B21-104-305 not shown

ENCASEMENT Tile pipe 5774-CPP-301-31

REMARKS

FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" FOA-204 AREA CPP

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

High level radioactive LOCATION WM

3" PuA-1013 (3-2)
3" PUA-1223 (B-5)

Waste transfer

ACCESS B-4 Diversion box

) VO L (GA LiM 0) FREQ. coNTENT(FEs MO) PRES & T° 

transfer Various raffinates
only

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Blaw Knox

SCHEDULE 40 CONST. co. Pritchard

LENGTH 72'DATE 1953
BURIED DEPTH (—) 14'-2" DRAWINGS L230- al.- 104-306-1

ENCASEMENT Concrete (//6 )
pipeway

REMARKS
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CORPORATION

WASTE LINES

FORM INC-2145
(3-71)

IDAHO NUCLEAR

CATALOGUE OF BURIED

IDENTIFICATION 3" PUA-208 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 3" PUA-1030 ACCESS Div. Box B-3

TO WM-185

WASTE SOURCE CAT 0-115, 116  VOL(GAL/MO) FREQ. CONTENT (PER MO) PRES & T° 

Waste transfer - no longer 0 1st cycle Zr

used (7-71) raffinate

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN co. MAW Knox
SCHEDULE 4o CONST. co. Pritchard

LENGTH 18' DATE 1953-1954

BURIED DEPTH (-) 12'DRAWINGS 1230-B21-104..305

ENCASEMENT Concrete (#5)
pipeway

REMARKS

FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

gATALQGUE OF BURIED WASTE LINES

3" NA-601 AREAIDENTIFICATION CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 3" PUA-1005 ACCESS Div. Box A-6

TO WM-182

WASTE SOURCE (AT

Waste transfer

VOL (GAL/MO) FREQ. CONTENT (PER MO) PR ES & T°

AL dis- 1st cycle Al
solution raffinate
transfer
only

DESCRIPTION CONSTRUCT ION

MATERIAL 347 SS DESIGN CO. Biawknox

SCHEDULE 4o CONST. CO. Pritchard

LENGTH 105 1 DATE 1954

BURIED DEPTH (-) 12 1-2" DRAWINGS 1230-B21-104-305

ENCASEMENT Concrete pipeway

REMARKS
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FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-7

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 3" PWA-602 AREA CPP

CLASSIFICATION High level radioactive

BURIED FROM 3" PUA-1030
TO WM-182

WASTE SOURCE (AT G-Cell

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM NC-2145
(3-71)

IDENTIFICATION

347 SS
40
105'
(-) 12'

Concrete pipeway

LOCATION WM

ACCESS Div. Box A-6

VOL (GA LIMO) FREQ. CONTENT (PER MO) PRES & TO 

Al dis-
solutions
transfer
only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

1st cycle Al
raffinate

Blaw Krox
Pritchard
1953
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA-6o9

CLASS! FA CAT ION High level

BURIED FROM PUA-601

TO 1414103

radioactive

AREA CPP

LOCATION WM

ACCESS Div. Box A-5

WASTE SOURCE (AT G-Cell VOL (GA I„„/M 0) FREQ. CONTENT (PER MO) PRES & T° 

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

341 SS
40
17,
(-) 12'
Concrete pipeway

Al dis-
solution
transfer
only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

1st cycle Al
raffinate

Blaw Knox
Pritchard

1953
14230-B21-104-305
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FORM 1NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 3" PWA-610 AREA GPI°

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 3" PWA-602 ACCESS Div. Box A-5

TO Wm-183

WASTE SOURCE (AT G-Cell

waste transfer

VOL(GAL/ MO) FREQ. CONTENT(PER MO1

Al dis-
solution
transfer
only

1st cycle Al

DESCRIPTION

MATER IAL

SCHEDULE

LENGTH

BURIED DEPTH

347 $S
4o
171
(-) 121

CONSTRUCT ION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard

1953
1230-B21-104-305

ENCASEMENT

RE MARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

Concrete pipeway

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA-620

High level radioactive

WM-182
WM-183

WASTE SOURCE (AT

Waste transfer

VOL (GA LiN10) FREQ.

AREA Cr?'

LOCATION

ACCESS

wm

CONTENT(PER MO) 

PR ES & T° 

PRES 8. TO 

Transfer Various raffinates
only

DESCRIPTION CONSTRUCTION

MATERIAL 347 ss DESIGN CO. Blaw Knox

SCHEDULE 4o CONST. CO, Pritchard

LENGTH 16' DATE 1953
BURIED DEPTH (-) 20'-9" DRAWINGS 123O-BP1-104-305
ENCASEMENT

REMARKS

Concrete pipeway
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FORM I NC.-2145
(3-'71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PWA-621 AREA CPP

CLASSIFICATION High level radioactive

BURIED FROM WM-182
TO W14183

WASTE SOURCE (AT

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM I NC -.2145
(3•7 I)

IDENTIFICATION

CLASS] Fl CAT I ON

BURIED FROM

TO

347 SS
40
16'

(-) 20'-9"
Concrete pipeway

LOCATION WM

ACCESS

VOL(GALLMO) FREQ. CONTENT(PER MO1 PRES a TO 

Transfer various raffinates
only

CONSTRUCTION

DESIGN CO.

CONST, CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATAI,QGVE OF BURIED WASTE LINES 

3" EWA-630 AREA CPP

High level radioactive

3" WA-1013
WM-1811-

WASTE SOURCE (AT

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
40
31'
(-) i0'-6"
Concrete pipeway

VOL(GAL(MO) FREQ.

LOCATION WM

ACCESS Div. Box A-7

CONTENT (PER MO)

Transfer 2nd and 3rd cycle
only raffinate

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

flaw Knux
Pritchard

1953
1230-71a1-104-305

PRES ek T° 

90



IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

FORM INC-2145
(3•-71)

IDENTIFICATION 3" PWA-631 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 3" PUA-1014 ACCESS Div. Box A-7

TO WM-184

WASTE SOURCE (AT

Waste transfer

VOL (GAL/MO) FREQ. CONTENT(PER MO) 

Transfer 2nd and 3rd cycle

only raffinate

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Blaw Knox

SCHEDULE 40 CONST. CO. Pritchard

LENGTH 31' DATE 1953

BURIED DEPTH (-) 10'-6" DRAWINGS 1230-1V1-104-305

ENCASEMENT Concrete pipeway

REMARKS

FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" PWA-635

CLASS' F I CAT I ON

BURIED FROM

TO

WASTE SOURCE (AT

High level radioactive

AREA

LOCATION

Ground (dead end east of WM-184) riser? ACCESS

WM-I8)+

Waste transfer. Not in use
11-17-71.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

347 SS
40
45'

(-) 
l9'-9"

Concrete pipewRy

V01- (GA LiM 0) FREQ.

CPP

WM

CONTENT (PER MO) 

0 2nd and 3rd cycle
raffinate

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

REMARKS Does not appear on CPP E-3193

Blaw Knox
Pritchard
1953
1230-B21-104-306-1

PRES & TO 

PRES & T° 
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- •

FORM INC-2145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

cATALOGUE OF BURIED WASTE LINES 

3" PwA-1o16

CLASSIFICATION High level radioactive

BURIED FROM

TO

Dead end box B-2
WM-186

WASTE SOURCE (AT

Not used. Dead-end.

AREA CPP

LOCATION WI

ACCESS Div. Box B-2

VOL(GAL/MO) FREQ. GO NT E NT P R  PR ES & T° 

0 0

DESCRIPTION CONSTRUCT ION

MATERIAL 347 SS DESIGN CO.

SCHEDULE 4o CONST. CO.

LENGTH 31' DATE

BURIED DEPTH ") ) 110 DRAWINGS

ENCASEMENT Concrete (#3)
pipeway

REMARKS For future connection. Not in use 7-71

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE

Fluor
Fluor
1961
1230-B21-104-306-1

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PWM 1024

High level radioactive

3" PUA 1030
WM-180

(AT G- cell

AREA CPP

LOCATION WM

ACCESS Div. box A3A

VOL (GA LIM D) FREQ. CONTENT (PER MO) PRES 8, T° 

After 1971 waste transfer transfer Al and Zr 1st

WM-180 will be used as a only cycle raffinate

spare tank

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS Spec Y
40

99'
(-) 10,-5"
8" tile pipe

CONSTRUCT ION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
PPchte1
1951
1230-B21-104-305 not shown
5774-CPP-301-31
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FORM 1NC-Z145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 311 PUA-1028 AREA CPP

CLASSIFICATION High level radioactive

OURIED FROM Div. box B-3 (dead end)

TO WM-185

LOCATION WM

ACCESS Div. box B-3

WASTE SOURCE (AT G-Cell ) VOL(GALJMO) FREQ. CONTENT (PER MO) PRES & T° 

Waste transfer. Not in use

11-17-71.

0 1st cycle Zr
raffinate

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN co. Blaw Knox

SCHEDULE 40 CONST. CO. Pritchard

LENGTH 18' DATE 1953
BURIED DEPTH (-) 12' DRAWINGS 3230-B21-104-305

ENCASEMENT Concrete ( #5 )
pipeway

REMARKS

FORM INC-2145
0-70

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 311 PUA-1029

CLASSIFICATION High level radioactive

AREA CPP

LOCATION WM

BURIED FROM 3" PUA-1005 ACCESS Div. box B-3

TO WM-185

WASTE SOURCE (AT G-Cell  voL (GAL/M 0) FREQ. CONTENT (PER MO) PRES & T° 

Waste transfer transfer 1st cycle Zr
only raffinate

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 40
LENGTH 

18111
BURIED DEPTH (_) 12'
ENCASEMENT Concrete

pipeway

REMARKS

( 5)

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAwi NGS

Blaw Knox
Pritchard
1953
1230-B21-104-305

93



F014 M INC-2145
(:S-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

I r NT I F I CATION 3" FWA-1032

GLAS SI F I CAT ION

BURIED FROM

TO

WASTE SOURCE (AT

High level radioactive

wm-18o
3" rA-1033

WM-180

Waste transfer

After 1971, WM 180 will be held

as a spare tank

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
4o
191
(-) 5'-4"
SS pipe

2" and 3"

AREA CPP

LOCATION WM

ACCESS

VOL (GA LIM 0) FREQ. CONTENT (PER MO) PRES Sc T0 

transfer 1st cycle Al

only and Zr raffinate

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1958
1230-B21-104-305

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-70
reATALQGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" PUA-1033 AREA CPP

CLASSIFICATION High level radioactive

BURIED FROM 3" PUA-l032
TO 3" PUA-1030 and 3" I'UA-602

WASTE SOUR CE (AT

LOCATION WM

ACCESS Div. box A6

VOL (GA LIMO) FREQ. CONTENT (PER MO) PRES ee T0 

Waste transfer transfer Various
only raffinates

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

RE MARKS

347 ss
4o
93'
(-) )T-4"
SS pipe

CONSTRUCTION

DESIGN CO. Blaw Knox

CONST. CO. Pritchard

DATE 1953
DRAWINGS 1230—B21-104-335
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FORM I NC-2145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PM-1032

CLASSIFICATION High level radioactive

BURIED FROM 3" PWA-1033

TO 4" PWM 28001+Y (WM-180)

WASTE SOURCE (AT

AREA CPP

LOCATION WM

ACCESS

VOL(GAL/MO) FREQ. CONTENT (PER MO) PRES & T° 

Waste transfer transfer 1st cycle Al

After 1971 WM-180 will be held only and Zr raffinate

as a spare tank

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor

SCHEDULE 40 CONST. CO. Fluor

LENGTH tr.20' DATE 1958

BURIED DEPTH (-) 6' DRAWINGS 1230-E21-104-305 now shown

ENCASEMENT SS pipe

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PUA-1035 AREA CPP

High level radioactive

WM-183
3" PUA-1033

(AT WM-183

Waste transfer

DESCRIPTION

MATERIAL 31l1 SS

SCHEDULE 40
LENGTH 28 1

BURIED DEPTH (-) 6'-4"
ENCASEMENT SS pipe

REMARKS

LOCATION WM

ACCESS

) VOL (GAL/MO) FREQ. CONTENT (PER MO) PR ES & TO 

transfer 1st cycle Al
only raffinate

CONSTRUCTION

DESIGN CO. Blaw Knox

CONST. CO. Pritchard

DATE 1953
DRAWINGS 1230-B21-104-305

not labeled
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PuA-1036

High level radioactive

3" MA-1014 (Div.
3" PUA-1022 (Div.

WASTE SOURCE (AT 141, -101

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

347 ss
40
78T
(-) 6T-11"
Concrete (0)
and ss pipe

box B-1
box B-5

AREA CPP

LOCATION WM,

ACCESS Div. box B-2
B- 5

VOL(GAL/MO) FREQ. CONTENT(FER MO)

transfer various raffinate

only

CONSTRUCTION

DESIGN CO. Blaw Knox
CONST. CO. Pritchard
DATE 1953
DRAWINGS 1230-B21-104-306-1

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PUA-1037

CLASSIFICATION High level radioactive

BURIED FROM 3" puA-1014
TO WM.- 184

WASTE SOURCE (AT

Waste transfer

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 40
LENGTH 301

BURIED DEPTH")(-) 12

ErcAsEmENT SS pipe

REMARKS

VOL (GA LiNt 0) 

AREA

LOCATION

ACCESS Div. box B-3

PRES & 7-0 

CPP

My!

FREQ. CONTENT (PER MO) 

transfer
only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

2nd and 3rd cycle
raffinate and PEW
evaporator concen-
trate.

Blaw Knox
Pritchard

1953
1230-821-l04-305

PRES & T0 
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PUA-1038

High level radioactive

BURIED FROM WM-185

TO 31` PUA-1030

AREA CPP

LOCATION 
WM

ACCESS Div. box B-3

WASTE SOURCE (AT WM-185  VOL(GAL/M0) FREQ. CONTENT (PER MO) PRES & TO 

Waste transfer transfer 1st cycle Zr
only raffinate

DESCRIPTIONCONSTRUCT ION

MATERIAL 341 SS DESIGN CO. Blaw Knox

SCHEDULE 4o CONST. CO. Pritchard

LENGTH 181 DATE 1953
BURIED DEPTH (-) 12 DRAWINGS 1230-B21104-305

ENCASEMENT Concrete (#5)
pipeway

RE MARKS

FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" PUA-1039 AREA CPP

CLASSIFICATION

BURIED FROM

TO

High level radioactive

wm-i86
3" PUA-1014

LOCATION WM

ACCESS B-2

FREQ. PRES & T° WASTE SOURCE (AT WM-186  VOL (GAL/MO) CONTENT (PER Mc)) 

Waste transfer

DESCRIPTION 
2f t 3f t

MATERIAL 347 SS

SCHEDULE 4o
LENGTH 251

BURIED DEPTH ) 14'
ENCASEMENT Concrete

pipeway

RE MARKS

3)

transfer 2nd and 3rd cycle
only raffinate and PEW

evaporator concen-
trate.

CONSTRUCTION

DESIGN CO, Blaw Knox
CONST. CO. Pritchard
DATE 1953
DRAWINGS 1230-P21-104-306-1
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FORM INC-2145
0-70

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PuA-lo4o AREA CPP

High level radioactive LOCATION WM

3" 7U-1014
wm-186

WASTE SOURCE (AT

Waste transfer

ACCESS Div. box B-2

VOL (GAL/N10) FREQ. CONTENT(PER  MO) PRES 8:T°

transfer 2nd and 3rd cycle

only raffinate and PEW
evaporator concen-
trate

DESCRIPTION CONSTRUCTION

MATERIAL 37 SS DESIGN CO. Blaw Knox

SCHEDULE 4o CONST. co. Pritchard

LENGTH 181 DATE 1953
BURIED DEPTH r,J(*) 141 DRAWINGS 

1230-B21-104306-1

ENCASEMENT Concrete (#3)
pipeway

REMARKS Also labeled 3" FWA 1040 on some drawings.

FORM INC-2145
0-70

IDENTIFICATION

CLASSIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

2" PIA-1095 AREA CPP

High level radioactive LOCATION WM

BURIED FROM WM-186 ACCESS Div. box B-2

TO 3" RA-1039 (B-2)

FREQ.WASTE SOURCE (AT WM-186 ) voL(GAL/mo) CONTENT(PER MO) PRES & T° 

Waste transfer. Used to jet waste transfer 2nd and 3rd cycle

from tanks. Continues to box only raffinate

outside of vault.

DESCRIPTION

MATERIAL 3)i
.7

SS

SCHEDULE 40

LENGTH 251

BURIED DEPTH /N.) (-) 141
ENCASEMENT Concrete

pipeway

REMARKS

(#3)

CONSTRUCTION

DESIGN CO.

CONST. co.

DATE

DRAWINGS

PUA
Blaw Knox
Pritchard
1953
1230-B21-104-306-1
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FORM INC-2.145
C3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINU 

3" PUA-1201 AREA aPP

CLASSIFICATION High level radioactive

BURIED FROM

TO

WASTE SOURCE (AT

WM-188
3" PUA -1220

w-3.88

Waste transfer

LOCATION WM

ACCESS

) VOL. (GAL/M0) FREQ. CONTENT(PER MO) PRES & T° 

transfer 1st cycle Zr
only raffinate

71 ... 3!!
DESCRIPTION 

2 CONSTRUCTION

MATERIAL 31i7 SS DESIGN CO. Fluor

SCHEDULE L.0 CONST. CO. Fluor

LENGTH 251DATE 1961

BURIED DEPTH (-) 51-1" 
DRAWINGS 1230-R21-104-306-1

ENCASEMENT SS pipe

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PWA-1202

High level radioactive

WM-187
311 PUA-1220

WM-187
WASTE SOURCE (AT  V01- (GAL/M0) FREQ. CONTENT(PER MO) PRES & TO

AREA CPP

LOCATION WM

ACCESS

Waste transfer transfer 1st cycle Zr
only raffinate

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS
40
28'
(-) 151-1"
ss pipe

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-306-1
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FORM I NC-2143
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" PUA-1218

CLASSIFICATION

BURIED FROM

TO

WASTE

High level radioactive

3" PUA-1030
3" PUA-1220

SOURCE (AT Tank farm

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDE NT I I CAT ION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

347 ss
40
17'
(-) 19'-7"
Concrete (#8)
pipeway

VOL (GAL/M0) FREQ. 

transfer
only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA CPP

LOCATION WM

ACCESS Div. box B-4
Div. box B-5

CONTENT(PER MOB,

various raffinates

Fluor
Fluor
1961
1230-B21-104-325

1230-B21-104-306

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA-1219

High level radioactive

3" PUA-1005
3" PUA-1221

Tank farm

Waste transfer

1>t!-1C-FtIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

3)1y Ut;
)10
(v10'

(-) 15'-8"
Concrete pipeway

VOL(GAL/M0) FREQ.

AREA

LOCATION

ACCESS

CPP

WM

B-4, B-5

CONTENT (PER roc..)

transfer Various
only raffinates

L:ONSTRUCT1ON

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-306-1

PRES & TO 

PRES tk TO 
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FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 3" PWA-1220 AREA CP

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE

High level radioactive LOCATION WM

Junction box ACCESS B-10, J-7, B-9

3" PUA-1218 B-5

(AT Tank farm

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

) VOL (GA LIM 0) FREQ. CONTENT (PER MD1 PRES & TO 

transfer various
only raffinates

347 SS
40
134,
(-) 61-5"
Concrete pipeway

REMARKS Junction box

FORM INC-2145
(3-7I)

IDENTIFICATION

CLASS] Fl CAT ION

BURIED FROM

TO

WASTE SOURCE (AT

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-306-1

is east CPP-636. Flow may go either way in the pipe.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA-1221 AREA CPP

High level radioactive LOCATION WM

3" PUA-1219 (B-5) ACCESS B-10, J-7, B-9
Junction box (B-8)

VO L (GA LiM FREQ. CONTENT (PER MO) PRES & TO 

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
40
134,
(-) 61-5"
Concrete pipeway

transfer various
only raffinates

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor

Fluor
1961
1230-B21-104-306-1
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASS1 Fl CAT I ON

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PWA-1222

High level radioactive

3" PUA-1036 and 3" PUA-1033
Junction box 0

Waste transfer

VOL (GAL/MO) FREQ.

AREA CPP

LOCATION Wilif

ACCESS B-10, J-7, B-9

CONTENT (PER MO)

transfer various
only raffinates

PRES & TO 

DESCRIPTION CONSTRUCT ION

MATERIAL 347 ss DESIGN CO. Fluor
SCHEDULE 4o CONST. CO. Fluor
LENGTH 134' DATE 1961
BURIED. DEPTH (_) 6,-5" DRAWINGS 1230-B21-104-306-1
ENCASEMENT Concrete pipeway

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA-1223 AREA CPP

High level radioactive

3" PTA-204
Junction box. 13-8

WASTE SOURCE (AT

Waste transfer

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED

34y SS
4o
134,

DEPTH(-) 16'-5"
ENCASEMENT

REMARKS

Concrete pipeway

VOL- (GALIM 0) 1- It ITO,

LOCATION TV

ACCESS B-10, U-7, T3-9
B- 5

CoNTE NT (PEN MO)

tranofer various raffinates
only

CONSTRUCT ION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-306-1

PR "r° 
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IDAHO NUCLEAR CORPORATIONFORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

CATALOGUE OF BURIED WASTE

3" PWA-1226

High level radioactive

WM-104
3" PWA-1232 (3-8)

WASTE SOURCE (AT WM-101

Not in use 7-71. Tank empty

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 40
LENGTH 941

BURIED DEPTH (-) 131-7"

VOL (GAL/MO FREQ.

0

LOCATION

LINES 

AREA 

CPWM

ACCESS Div. Box B-8

CONTENT(PER MO) 

0 STR raffinate

CONSTRUCTION

DESIGN CO.

CONST, CO.

DATE

DRAWINGS

ENCASEMENT SS pipe on concrete foundation for

30 ft from box. None indicated on
dwgs the other v•64 ft.

REMARKS

FORM INC-2145
(3-.71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE

Blaw Knox
Tr±tchard
1953
1230-321-104-285-4

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE

311 PWA-1227

High level radioactive

WM-104
311 PWA-1233

SOURCE (AT WM.-104 VOL (GAL/IVIO) FREQ.

Not in use 7-71. Tank empty 0

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
40
89,
(_) 13'-7"
SS pipe on concrete foundation for
30 ft from box. None indicated on

dwgs, the other wN60 ft.

PRES & To 

LINES

AREA CPP

LOCATION WM

ACCESS Div. box B-8

CONTENT(PER MO)

0 STR raffinate

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1230-B21.104-286-4

PRES & T° 
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA-1228 AREA CPP

High level radioactive LOCATION wm

BURIED FROM WM-105 ACCESS Div. box B-8

To 3" PWA-233

WASTE SOURCE (AT WM-105 VOL(GAL/MO) FREQ. CONTENT (PER MO) PRES & To 

Not in use 7-71. Tank empty 0 0 STR raffinate

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN co.

SCHEDULE 40 CONST. CO. Pritchard

LENGTH 44' DATE 1953
BURIED DEPTH (-) 131-7" DRAWINGS 1230-821-104-286-4
ENCASEMENT None indicated on dwgs except

SS pipe for ‘,3 ft from box.

REMARKS

FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

ID F: NT I Fl CAT I ON PWA-1229 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM WM-105 ACCESS Div. box B-8
TO 3" PWA-1232

WASTE SOURCE (AT WM-105 VOL (GALIMO) FREQ. CONTENT (PER MO) PR ES 8c T°

Not in use 7-71. Tank empty 0 0 SiR raffinate

DESCRIPTION CONSTRUCTION

MATERIAL 344 os DESIGN CO. Jd

SCHEDULE 40 CONST. CO.

LENGTH 43' DATE 1153

BURIED DEPTH (-) 13*-7" DRAWINGS 1230-B21-104-2861+
ENCASEMENT

REMARKS

None indicated on dwgs except
SS pipe for ,',3 ft from box.
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PWA-1230 AREA C7P

High level radioactive LOCATION WM

WM-lo6
3" PWA 1232

ACCESS Div. box B-8

WASTE SOURCE (AT WK-106 ) VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & T0 

waste transfer - this line not 0 0 SS-H2SO4
in use 7-71. raffinate
Tank contains stainless steel
raffinate for future processing

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
4o
21'

(-) 13'-7"

CONSTRUCTION

DESIGN CO. Blaw Knox
CONST. CO, Pritchard
DATE 1953
DRAWINGS 1230-B21-104-286-4

FORM INC-2145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWA 1231

CLASSIFICATION High level radioactive

BURIED FROM

TO

WM-106
311 NA-1233

AREA

LOCATION

ACCESS

CPP

'WM

Div. box B-8

WASTE SOURCE (AT W-106 ) VOL(GAL/MO) FREQ. CONTENT(PER MOZ

Waste transfer - this line not 0 0 SS-H2SO4
in use 7-71. Tank contains raffinate
stainless steel raffinate for
future processing

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

FOEMARKS

347 SS
40
201
(-) 13T-7"
None indicated on dwgs except
SS pipe for 3 ft. from box.

CONSTRUCTION

DESIGN CO.

CONST, CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1230-B21-104-286-4

PRES & T0 
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FORM INC-2145
(.3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 3" INA-1301 AREA CPP

CLASSIFICATION High level radioactive LOCATION Nf

BURIED FROM WM-189 ACCESS

TO 3" PUA-1220

WASTE SOURCE (AT WM-189 VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES Sc T° 

Waste transfer transfer 1st cycle Zr
only raffinate

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor
SCHEDULE 40 CONST. CO. Fluor
LENGTH 261 DATE 1961

BURIED DEPTH (—) 4/-70" DRAWINGS 1230-B21-104-306-1
ENCASEMENT ss pipe

REMARKS

FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE  OF BURIED WASTE LINES

IDENTIFICATION 311 PWA- 1302

CLASSIFICATION High level radioactive

BURIED FROM

TO

WM-190
3" PUA-1301

AREA CPP

LOCATION WM

ACCESS

WASTE SOURCE (AT WM-190  VOL (GA L/ M 0) FR EU, CONTENT (PER MO) PRES 13c T0 

Waste transfer 0 emergency only
WM-190 has never been used
(7-71)

DESCRIPTION

MATERIAL 34T SS

SCHEDULE 4o
LENGTH 36 1 includes some 2"

BURIED DEPTH (—) 41-10"

ENCASEMENT ss pipe

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-306-1

Tank WM-190 will be held for emergency transfer of waste from any
leaky tank.
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FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

3" PUA 1314

High level radioactive

WM-190
3" PUA 1302

WASTE SOURCE (AT WM-190

AREA OP1'

LOCATION WM

ACCESS

VOL(GALJMO) FREQ. CONTENT(PER MO1 PRES & To

Waste transfer 0 emergency only
Tank has never been used

(7-71)-

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC—Z145
(3-71)

IDENTIFICATION

CLASSIFICATION

304 SS
40
not found
(-) V-10"
ss pipe

CONSTRUCT ION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
CPP-E-4137

Tank WM-190 will be held for emergency transfer of waste from

any leaky tank.

IDAHO NUCLEAR CORPORATION

cATALOGVE OF BURIED WASTE LINES 

3" PWM-2011

High level radioactive

BURIED FROM 3" iliA-2016
TO WM-180

AREA CPP

LOCATION WM

ACCESS Div. box A-3-B

WASTE SOURCE (AT WM-101  v (GAL/MO) FREQ. CONTENT (PER MO) 

Waste transfer. After 1971, transfer 1st cycle Al
WM-180 will be held for a only raffinate
spare tank.

PRES Be T° 

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS Spec Y DESIGN CO. Foster Wheeler
SCHEDULE 40 CONST. CO. Bechtel
LENGTH 521 DATE 1951
BURIED DEPTH (—) 61'-3" DRAWINGS 1230-B21-104-305
ENCASEMENT Tile pipe not shown

REMARKS
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FORM iNc-2145 IDAHO NUCLEAR CORPORATION0-71)

CATALQGUE OF BURIED WASTE LINES

IDENTIFICATION 3" Pwm-2016 AREA (PP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM WM-101 ACCESS Div. box A3-B

TO 3" PUA-1005 J box NO-3

3" PWM-2011Y

WASTE SOURCE (AT WM-101  VO (GAL/M 0) FREQ. CONTENT (F:ER MO) PRES Bc TO 

Waste transfer from WM-101 transfer 1st cycle Al

to J box #3 tank not in use only raffinate
for waste in 1972.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

347 SS Spec Y
4o
35,
(-) 61-3"
6" Tile pipe

CONSTRUCTION

DESIGN CO.

CONST, CO.

DATE

DRAWINGS

Foster Wheeler

Bechtel

1951

1230-121-104-305

not shown

Ref. 542-41-P-372

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

3" PWM-10018 AREA CPP

High level radioactive

3" PWM-10016 Y

TO 311 FWM010019 y

LOCATION WM

ACCESS Div. box A3C

WASTE SOURCE (AT VO I- (GA LIM 0) FREQ. CONTENT(PER  MO! PRES a TO 

Waste transfer from WM-100 transfer 1st cycle Al

to WM-180. WM-180 will only raffinate

be held as a spare after 1971.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS Spec Y

4o
,g10,
(-) 28'-8"

Tile pipe

CONSTRUCTION

DESIGN co. Foster Wheeler

CONST, CO. Bechtel

DATE 1951
DRAWINGS 1230-B21-104-305

not shown
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FORM INC-2145
(3-70

IDAHO NUCLEAR CORPORATION

CATALOPUE OF BURIED WASTE LiNqs 
I D ENT1 F1CAT I ON 3" Pwm-l0019

CLASSIFICATION

BURIED FROM

TO

High level radioactive

3" PWM 10018
WM-180

AREA CPP

LOCATION WM

ACCESS Div. box A-3C

WASTE SOURCE (AT WM-100 ) VOL-(OAL/1m°) FREQ. CONTENT(PER MO) PRES Bc TO 

Waste transfer. Tank WM-180 transfer 1st cycle Al

will be held as a spare tank only raffinate

after 1971.

DESCRIPTION

MATERIAL 347 SS Spec Y

SCHEDULE 4o
LENGTH 831

BURIED DEPTH (-) 27'

ENCASEMENT Tile pipe

REMARKS

CONSTRUCTION

DESIGN co. Foster Wheeler

CONST. CO. Bechtel

DATE 1951

DRAWINGS 1230-R21-104-305

not shown

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" PWA-28004 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 3" PuA-l034
TO WM- 18 C

ACCESS

WASTE SOURCE (AT ) VOL(OAL/MO) FREQ. CONTENT(PER MO) PRES & T0 

Waste transfer. Tank WM-180 will 0 emergency only

be held as a spare after 1971.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS Spec Y

40
10'
(-) 5'-8" to (-) 28,-5"
8" tile pipe

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler

Bechtel

1951

1230-B21-104-305
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FORM INC--2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" PWA 28104

High level radioactive

WM-181
3" PUA-1014

AREA CPP

LOCATION WM

ACCESS

WASTE SOURCE (AT ) VOL(GAL/MO) FREQ. CONTENT(PER MO2 PRES & T° 

Waste transfer. Not in use after 0 emergency only
1972. WM 181 will be for emergency
service waste storage.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM I NC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

347 ss Spec. Y
40
15'
(-) 6t-5" to (-) 281-511

8" tile pipe

CONSTRUCTION

DESIGN CO.

CONST. CO

DATE

DRAWINGS

Foster Wheeler
Bechtel
1951
5773-CPP-301-36

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" PWA 2810 4 AR EA CPP

High level radioactive

WM 181
311 PUA-1014

LOCATION WM

ACCESS

VOL (GA LIM 0) FREQ. CONTENT(PER MO) PRES & TO 

Waste transfer. Not in use 0 Emergency only
after 1972. WM 181 will be for
emergency service waste storage

DESCRIPTION

MATERIAL 347 SS Spec Y
SCHEDULE 40
LENGTH %15I

BURIED DEPTH (-) 6 - 5" to
E N CA SZME NT 8" tile pipe

REMARKS

(-) 281 - 511

CONSTRUCT ION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1951
5773 -CPP-301 -36
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALQGUE OF BURIED WASTE LINES 

IDENTIFICATION 11" Truck drain

CLASSIFICATION Low level radioactive

BURIED FROM Yard area
TO 

311 PIA-10190

AREA

LOCATION

ACCESS

OPP

YDA

WASTE SOURCE (AT Tank Truck ) VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES as To

12,000 gpy about Miscellaneous
1000 gal. fission pro-
per day ducts and hot
during waste water
shipment solutions
period

TRA, TAN, ARA - hot
waste storage tanks

DESCRIPTION CONSTRUCTION

MATwRIAL 347 SS DESIGN Co. Foster Wheeler

SCHEDULE 40 CONST. CO. Bechtel

LENGTH 171 DATE 1950

BURIED DEPTH (-) 131-4" DRAWINGS 1230-R21-104-305

ENCASEMENT

REMARKS TRA ships waste above 20,000 cpm/ml classed as high level 
waste.
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V. DATA SHEETS

Section B

Sump Return Lines
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PUA-1212

CLASSIFICATION High level radioactive

BURIED FROM Pit #1 sump
TO 3.•-• 1/2 " PUA-1205

AREA CPP

LOCATION

ACCESS Condenser pit #1

WASTE SOURCE (AT  VOL. (GAL/MO) FREQ. CONTENT (PER MO) PRES & T° 

Sump return from sump in Waste 0 emergency only

Storage Condenser Pit back to WM-188.

DESCRIPTION

MATERIAL 304 SS

SCHEDULE 0.049 Thk.
LENGTH rJ101

BURIED DEPTH (-) 111

ENCASEMENT Entirely inside condenser

pit #1.
REMARKS

FOR M INC-2145
(3-71)

CONSTRUCTION

DESIGN CO.

CONST, CO.

DATE

DRAWINGS

Fluor
Fluor
1961
CPP-E-3193

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 2" PUA 1317 AREA CPP

CLASSIFICATION

BURIED FROM

TO

High level radioactive

WM-189 cold sump
WM-189

LOCATION

ACCESS

WM

WASTE SOURCE (AT WM-189  VOL (GAL/MO) FREQ. CONTENT (PER MO) PR ES & T° 

Cold sump return 0 emergency only

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor

SCHEDULE 40 CONST. co. Fluor

LENGTH q,4 ft buried DATE 1961

BURIED DEPTH SS ripe DRAWINGS CPP-E-3193

ENCASEMENT

REMARKS
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FORM INC-2145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

21' SW 1338 AREA CPF

CLASSIFICATION service waste

BURIED FROM

TO

WM-189 cold sump
2" SW 1339

WASTE SOURCE (AT WM-189

Cold sump return

VOL (GAL/MO) FREQ.

0

LOCATION WM

ACCESS

CONTENT(PER MO) 

emergency only

PRES 84 T°

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

3)47 SS
4o

7'11(- 5'-8"

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-306-1

ENCASEMENT

REMARKS

FORM INC-2145
(3

IDENTIFICATION

SS pipe

WM-189 is empty - has not been used.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

2" SW 1339 AREA CPP

CLASSIFICATION service waste

BURIED FROM

TO

WM-189-WM-190 cold sump
6" SWN 100180

LOCATION WM

ACCESS

WASTE SOURCE (AT  VOL (GAL/MO) FREQ. CONTENT (PER MO)

Cold sump return 2400 gal/yr. 1/quarter

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS
4o
370'
(-) 5'-8"
SS pipe

CONSTRUCTION

DESIGN CO.

CONST, CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-286
1230-B21-104-306-1
1230-B21-104-287-3

PRES & T°
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IDAHO NUCLEAR CORPORATIONFORM INC-2145
(3-71)

IDENTIFICATION

CLASSI Fl CAT I ON

BURIED FROM

TO

WASTE SOURCE (AT

CATALOGUE OF BURIED

1-1/2" PWM 3019

High level radioactive

WM-101 and 102 sump
WM-180

WASTE Liras 
AREA OPP

LOCATION WM

ACCESS

WM-101 and 102) VOL(GAL/M0) FREQ.

Sump return.
be held as a

Tank WM-180 will
spare after 1971.

CONTENT (PER MO)

0 emergency only

DESCRIPTION

MATERIAL 347 SS Spec Y
CONSTRUCT ION

DESIGN CO. Foster Wheeler

SCHEDULE 40 CONST. CO. Bechtel

LENGTH 86' DATE 1951

BURIED DEPTH

ENCASEMENT

(-) 28"-0,
Tile pipe

DRAWINGS UP-E-3193

REMARKS

FORM INC-2145
(3 -71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

211 PWM-20021

High level radioactive

WM-302 sump
WM-100 sump

Sump return

VOL (GA L/M0) FREQ.

AREA

LOCAT ION

ACCESS

OPP

CONTENT (PER MO) 

0 emergency only

PRES & T0 

PRES & T° 

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Foster Wheeler

SCHEDULE 40 CONST. CO. Bechtel

LENGTH 11' DATE 1951

BURIED DEPTH 411-1" DRAWINGS 1230-B21-104-305

ENCASEMENT None indicated on dwgs. not labeled

REMARKS
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FORM I NC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1-1/2" FM4-20028

CLASSIFICATION High level radioactive

BURIED FROM CPP-604

TO WM-180

WASTE SOURCE (AT WM-100 sump

WM-100 sump return to WM-180
through 1 1/2 PWN-20016

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC--2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

AREA CPP

LOCATION WM

ACCESS

VOL (GAL/M 0) FREQ. CONTENT (PER MO) PRES & TO 

347 SS Spec Y
40
78'
(-) 27'
None indicated on dwgs.

0 emergency only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Foster Wheeler
Bechtel
1951
1230-B21-104-305

not shown

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

2" PWM-28036 AREA CPP

High level radioactive

WM-300 sump
WM-180 sump

LOCATION WM

ACCESS

WASTE SOURCE (AT WM-300  VOL (GALIMO) FREQ. CONTEST (PER MO) PRES & T0 

Sump return

DESCRIPTION

MATERIAL 34Y SS Spec Y
SCHEDULE 140

LENGTH rk''20

BURIED DEPTH (-) ii, (-) 32'-3"
ENCASEMENT None indicated on dwgs.

REMARKS

0 emergency only

CONSTRUCTION

DESIGN CO. Foster Wheeler
CONST. CO. Bechtel
DATE 1951
DRAWINGS 1230-1321-104-305

not shown
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION AREA2" PUA-652 CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM ACCESS CPP -721WM-382 in CPP-721
TO WM-182

WASTE SOURCE (AT WM-182

Drain -no condensate forms

VOL(GAL/M0 FREQ.

0

CONTENT(PER MO)

0

DESCRIPTION CONSTRUCTION

MATERIAL 347 ss DESIGN CO. Blaw Knox

SCHEDULE

LENGTH

4o CONST. CO,

DATE

Pritchard
1953-1954

BURIED DEPTH

ENCASEMENT

,v(-) 6,
Concrete pipeway

DRAWINGS 1230-B21-104-286-4

not labeled

REMARKS Tank empty

FORM I NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

gi\TALOGUE OF BURIED WASTE LINES

2" PUA-655 AREAIDENTIFICATION CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 4" PtJA-629 (in CPP-722) ACCESS CPP--722

TO WM-183

WASTE SOURCE

Condensate drain. Tanks are

cooled, therefore no con-

densate forms.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

347 ss
4o

ri (201)

BURIED DEPTH Unknown - guess -61
ENCASEMENT Concrete pipeway

REMARKS

(AT WM- 383  VOL (GAL/MO) FREQ.

0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

CONTENT(PER MO) 

0

PRES & T° 

PRES & T0 

Blaw Knox
Pritchard
1954
1230-B21-104-286-4

Line not labeled on dwg.
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PUA-657

CLASSIFICATION High level radioactive

BURIED FROM

TO

Div Box A-7 (drain)
WM-18L. (sump)

WASTE SOURCE (A/Div. Box A-7 )

Drain from division box

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2,145
(3-11)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

347 SS
40
32'
(-) 101-6"
Concrete pipeway

AREA

LOCATION

ACCESS

CPP

WM

Div. Box A-7

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES Se TO 

0 emergency only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953-1954
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1-1/2" PUA-1022

High level radioactive

WM- 383
WM-185

AREA CPP

LOCATION WM

ACCESS CPP-722

WASTE SOURCE (AT WM-383 ) VOL (GAL/MO) FREQ. CONTENT(PER MO) PRES Cr TO 

Condenser drain. 0 Emergency only
Tanks cooled therefore
no condensate

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 40

LENGTH `-'` 220'
BURIED DEPTH (—) 8
ENCASEMENT Concrete pipeway

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blom Knox
Pritchard

1953-1954
Not labeled on Dwg.
1230-B21-104-305
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FORM INC-2145
0-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 1" PM-1023 AREA OPP

CLAS SI Fl CAT I ON High level radioactive LOCATION WM

PURIED FROM Diversion box B-4 ACCESS Diversion box B-4

TO Div. box B-3(to 1" PUA-1025) to WM-185 sump

WASTE SOURCE (AT B-4  (GA Lim 0) FREQ. CONTENT (PER MO) PRES & T° 

Diversion box drain

DESCRIPTION

MATERIAL 347 SS
SCHEDULE

LENGTH 144T

BURIED DEPTH (-) 141-2"

ENCASEMENT Concrete (4 and 5)
pipeway

REMARKS

0 emergency only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1230-B21-10)4.-305

1230-P21-104-306-1

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PUA-1025 AREA

CLASSIFICATION High level radioactive

OPP

LOCATION WM

BURIED FROM 1" PUA-1023 (in div. box B-3) ACCESS Div. box B-3
TO WM-185 sump

WASTE SOURCE (AT Div. box B-3  VOL (GA L/M0) FREQ. CONTENT (PER MO) PRES & TO 

Box drain 0 emergency only

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO .Blaw Knox
SCHEDULE 40CONST. CO.Pritchard

LENGTH 151 DATE 1953
BURIED DEPTH'-a21 DRAWINGS 1230-B21-104-305

ENCASEMENT Concrete (#5) Not labeled

pipeway

REMARKS
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FORM I NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALQUE OF BURIED WASTE 

IDENTIFICATION

LINES 

1" PWA-1031 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM Div. box B-1 ACCESS Div. box B-2

TO WM-186 sump

WASTE SOURCE (01,TDiv. box B-1 ) VOL(GAL/MO) FREQ. CONTENT (PER MO1 PRES sc-To 

Box drain 0 emergency only

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-.71)

347 ss
40
190'
(-) 15t-1"
Concrete
pipeway

Div. box B-1 drain

(i2)

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard

1953
1230-B21-104-306-1

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1-1/2" PUA-1201

CLASSIFICATION High level radioactive

BURIED FROM

TO

Condenser Pit #1
1-1/2 PUA-1211

AREA OPP

LOCATION WM

ACCESS

WASTE SOURCE (AT Cond. Pit #1 VO L (GAL/ M 0) FRED. CONTENT (PER MO) PRES & T0 

Drain from condenser on 0 emergency only

waste tank. Tanks cooled

therefore no condensate

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

347 ss
40
10'
(-) 11,-o"
Concrete pipeway

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1230-B21-104-287-3
1230-321-1014-306-1

REMARKS Does not appear on CPP-E-3193 (appears to be an error)
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

cATALOGUE OF BURIED

IDENTIFICATION 1-1/2" PUA-1205

CLASSIFICATION

BURIED FROM

TO

High level radioactive

Pit #1 (wM-387)
WM-188

WASTE SOURCE (AT W-387 ) 

Condensate drain. Tanks cooled,
therefore no condensate forms.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-Z145
(3-71)

WASTE LINES

VOL(GAL/MO) FREQ.

0

347 ss
4o
2231

(-) 11'-2"11

Concrete (.10)
pipeway

Occasionally, ground

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA

LOCATION

ACCESS

CPP

WM

Junction box-6

CONTENT (PER MO)

emergency only

Fluor
Fluor
1961
1230-B21-104-306-1

water can fill the sump.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1" PU1-1210 AREA CPI)

CLASSIE1 CAT I ON

BURIED FROM

TO

High level radioactive

Dead end B-9
WM-187 sump

WASTE SOURCE (AT  VOL (GAL/MO) FREQ.

0Drain for Box #5 and #9

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS
0.049 Thk. wall

(7) 6t-5"

Concrete pipeway

CONSTRUCT/ON

DESIGN CO,

CONST. CO,

DATE

DRAWINGS

LOCATION

ACCESS

WM

B-9

CONTENT(PER MO) 

emergency only

Fluor
Fluor
1961
1230-E21-104-306-1

PRES & TO 

PR ES & T0 
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FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 1-1/2" PUA-1211 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM

BURIED FROM 1-1/2 PUA-1307 ACCESS Junction box-6

TO WM-187

WASTE SOURCE (AT WM-187 ) VOL (GA LIMO) FREQ. CONTENT (PER MO) PRES & TO 

Condensate drain. Tank is 0 emergency only
cooled, therefore no con-
densate forms

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN Co. Fluor
SCHEDULE 40 CONST, CO, Fluor
LENGTH 381 DATE 1961
BURIED DEPTH ('-) 111'"0" DRAWINGS 1230.•1321..1011--306..1

ENCASEMENT Concrete (#11)
pipeway

REMARKS

FORM I NC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 
IDENTIFICATION 1" PUA 1213 AREA CPP

CLASSIFICATION High level radioactive LOCATION WM (TOGF)

ACCESS Div. Box n6BURIED FROM

TO

Div. box B6
CPP-633

WASTE SOURCE (AT  VOL (GAL/MO) FREQ. CONTENT (PER MO) PR ES & T° 

Div. box drain 0 0 emergency only

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 40
LENGTH 255'
BURIED DEPTH (-) 151-8"

ENCASEMENT Concrete

REMARKS

CONSTRUCTION

DESIGN CO.

CONST. CO,

DATE

DRAWINGS

Fluor
Fluor
1959
1230-n21-104-306-1
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FORM INC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDFNTIFICATION 1"
 
PWA-1234 AREA CPP

CLASSIFICATION

BURIED FROM

TO

High level radioactive

Div. box B-7
Div. box B-8

LOCATION WM

ACCESS Dlv. box B-7, B-8

WASTE SOURCE (AT  VOL (GAL/MO) FREQ. CONTENT (PER  MO) PRES & T0 

Drain between boxes

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASS! Fl CAT I ON

BURIED FROM

TO

347 ss
40
29u'
(-) 12 1-8"

Concrete

0 emergency only

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-286-4
1230-B21-104-287-3

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1" PUA-1235

High level radioactive

Div. box B-7
Div. box B-5

AREA CPP

LOCATION WM

ACCESS Div. box B-7

WASTE SOURCE (AT  VOL. (GAL/MO) FREQ. CONTENT (PER MO) PRES tic T0 

Drain between boxes

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENM

341 SS
40
105'

(_) 151-5"

Concrete

0 emergency only

CONSTRUCTION

DESIGN CO,

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-287-3

1230-B21-104-306-1

REMARKS This line is a continuation of 1" PWA 1234 - a drain between boxes
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FORM INC-2145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

1-1/2" PUA 1305

CLASSIFICATION High level radioactive

BURIED FROM Condenser pit 1 (1-1/2" PUA 1205)
TO wm-189

AREA CPP

LOCATION WM

ACCESS

WASTE SOUR CE (AT WM-387) VOL (GA L/M0) FREQ. CONTENT(PER MO) PRES & T° 

Condensate drain. Tanks cooled,
therefore no condensate forms

0 emergency only

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor
SCHEDULE 40 CONST. CO. Fluor
LENGTH 1721 DATE 1961

BURIED DEPTH (-) 111-4" DRAWINGS 1230-B21-104-287-3

ENCASEMENT Concrete pipeway 1230-B21-104-306-1

REMARKS

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATAL,Q§UE OF BURIED WASTE LINES 

IDENTIFICATION 1-1/2" PUA 1311 AREA CPP

CLASSIFICATION High level radioactive

BURIED FROM 1-1/2" PUA 1305
TO WM-189

LOCATION

ACCESS

WM

WASTE SOURCE (AT Central Pit #3) VOL (GA L/M0) FREQ. CONTENT(PER MO) PR ES & To

Condenser drain. Tank is cooled 0 emergency only
and, therefore, no condensate

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor
SCHEDULE 40 CONST. CO. Fluor
LENGTH 1771 DATE 1961
BURIED DEPTH (-) ll1-4n DRAWINGS 1230-1321-104-287-3
ENCASEMENT Concrete pipeway 1230-B21-104-306-1

REMARKS
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FORM I NC-2145
(3-71)

IDAHO NUCLEAR CORPORATION

cATAi.OGUE OF BURIED WASTE LINES 
IDENTIFICATION 1" PWA-1312

CLASSIFICATION High level radioactive

BURIED FROM Control pit #2

TO Condenser pit #1

WASTE SOURCE (AT

Control pit drain

AREA CPP

LOCATION WM

ACCESS

VOL (GAL/MO) FREQ. CONTENT(PER MO) PRES ac T° 

0 emergency only

DESCRIPTION CONSTRUCTION

MATERIAL 341 SS DESIGN CO. Fluor
SCHEDULE 0.049 Thk. CONST. CO. Fluor
LENGTH 10' DATE 1961

BURIED DEPTH (—) III DRAWINGS 1230-321-104-287-3
ENCASEMENT Concrete

REMARKS

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 1" PLA 3008 AREA CPP

CLASSIFICATION Low level radioactive

BURIED FROM 10" PWA.-3001
TO 3" PWA-3003

WASTE SOURCE (AT

Drain line for 24" CGN

DESCRIPTION

S SMATERIAL 304 

SCHEDULE 0.049 Thk. wall
LENGTH 8
BURIED DEPTH (—) llt

ENCASEMENT

REMARKS

LOCATION

ACCESS

OGP

MAH-OGF-PL-041

VOL. (GA L/M 0) FREQ. CONTENT(PER MO) PRES & T°

0 0 emergency only 30 prig
370°F

CONSTRUCTION

DESIGN CO.

CONST, CO.

DATE

DRAWINGS

Fluor
Fluor
1959
1230-1  1-101+-321I
5775-cPP-201-1

It appears that this short connector line is entirely within
MAGI-OGF-PL-041. Not shown on CPP waste line identification drawings.

126



FORM Nc-2.145
(3-71)

IDENTIFICATION

IDAHO NUCLEAR CORPORATION

CATALOGUE.  OF BURIED WASTE LINES 

3/4" PLA-3081 AREA CPP

CLASSIFICATION low level radioactive

BURIED FROM

TO

CPP-639
1 1/2" PIA 3002

WASTE SOURCE (AT cFP-6S9 

LOCATION

ACCESS

VICE, WCS

MMI-WCE-SW-01+1+

VOL (GAL/MO) FREQ. CONTENT(PER MO) PR ES & TO 

Condensate drain for vent 0 to date 0 emergency only
gas from calciner storage bins

DESCRIPTION

MATERIAL SS

SCHEDULE ho
LENGTH 2371

BURIED DEPTH (-) 10'-5"
ENCASEMENT 3" PLA-3006

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1959
1230-B21-104-325-i

REMARKS Carries condensate from vent gas (if any) back to 604 if calciner
is not operating. Not shown on CPP waste line identification drawings.

FORM INC-414!
(3-41) IDAHO NUCLEAR CORPORATION

CATALOGUE 9F BPJRIED WASTE LINES 

IDENTIFICATION 4" PWM 3801

CLASSIFICATION High level radioactive

SUR= PROM

TO

CPP -737
WM-180

WASTE SOURCE (AT WM-300

Condensate drain

AREA CPP

LOCATION WM

ACCESS

voL (GLAL/mo) FREQ. CONTENT(PER MO) PRES & TO 

0 emergency only

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS Spec C DESIGN CO. Foster Wheeler
SCHEDULE 40 CONST. CO. Bechtel
LENGTH 12' DATE 1951
BURIED DEPTH 27'-8" DRAWINGS CPP-E-3193
ENCASEMENT Split tile

RE MARKS Drain from condenser to WM-180
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FORM 1NC-214$
(3-71) IDAHO NUCLEAR CORPORATION

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

CATALOGUE

3" VGA- 35

Off gas

wm-103
8" VGA-1003C

WASTE SOURCE (ATSTR-SIR Storage)

Vent for tanks
WM-103-104-105-106

DESCRIPTION

MATERIAL 304 SS
SCHEDULE 4o
LENGTH 3841

BURIED DEPTH(-) 131-2"
ENCASEMENT

REMARKS

FORM NC-2145
(3.-71)

IDENTIFICATION

CLASS] F I CAT I ON

BURIED FROM

TO

OF BURIED WASTE LINES

VOL(GAL/MO) FREQ.

Cont.

CONSTRUCTION

DESIGN

CONST.

DATE

DRAWINGS

AREA CPP

LOCATION WM

ACCESS

CONTE NT (PER MO)

co.Blaw Knox
co.Pritchard

1953
1230-B21-104-286
1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CATALO§VE OF BURIED WASTE LINES 

10" VGA-601

Off-gas

WM=183
WM-383 (in CPP-722 condenser pit)

WASTE SOURCE (AT wm_183 

Instrument air purge from
WM-183

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

347 SS
10
")101
Unknown

voL (GAL/m 0) FREQ.

10 cu.ft. Cont.
per hr.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA

LOCATION

ACCESS

REMARKS Possibly some steam if temperature increases.

CPP

WM

CPP -722

CONTENT (PER MO) 

Air

Blaw Knox
Pritchard
1953
1230-B21-104-286-4

not labeled

PR ES & T° 

PR ES & TO 
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FORM INCA-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO

CATALOGUE

4" VGA-602

Off-gas

CPP-721
4" VGN-604

721

Steam condensate vapors

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

I DENT I F I CATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

3)i7 ss
4o
310'
(-) 8'-8"

NUCLEAR CORPORATION

OF BURIED WASTE LINES

AREA CPP

LOCATION

ACCESS

wm

VOL(GAL/MO) FREQ. CONTENT(PER MO) 

10 cu. ft. Cont. Steam

per hour

CONSTRUCTION

DESIGN CO.

CONST.CO.

DATE

DRAWINGS

7' of VGA from CPP-722 runs into this
Diversion box 8 runs into this line.
Drawing 1230-B21-104-305.

PRES & TO 

Blaw Knox
Pritchard
1953
1230-121-104-286-4
1230-B21-104-305

line. 3' of VGA from
Changes to VGN on

IDAHO NUCLEAR CORPORATION

_CATALOGUE OF BURIED WASTE LINES 

10" VGA-602

Off-gas

WM-183
10" VDN-603 which
CO stack vent in

-183 

Pressure relief line

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

344 ss
10
ro 10'
Unknown

goes to 
VDN-l2"

CPP-722
VOL(GAL/MO) FREQ.

0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA

LOCATION

ACCESS

CPP

WM

CPP-722

CONTENT (PER MO)

Blaw Knox
Pritchard
1953
1230-B21-104-286-4
not labeled

PR ES & T0 
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FORM INC-2I45
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE

IDAHO NUCLEAR CORPORATION

,CATALOGUE OF BURIED WASTE LINES 

10" VGA-603

Off-gas

WM-182
CPP-721 (10" VAN 601 to stack vent)

(AT WM-182
Instrument air purge from
WM-182

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

347 SS
10
N15'
Unknown nJ(-6')

AREA

LOCATION

ACCgES

CPP

WM

CPP -721

VOL(GALJMO) FREQ. CONTENT (PER MO) 

10 cu. ft. Cont. Air
per hr.

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Blaw Knox
Pritchard
1953
1230-B21-104-286-4
Not labeled

Possibly some steam if temperature increases.

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOQVE OF BURIED WASTE LINES

10" VGN-604

Off-gas

10" VGA-605
Stack vent

Pressure relief line

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

Sch. 10
32'

(-) 81-8"

VOL(GAL/MO) FREQ.

0 0

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

AREA

LOCATION WM

ACCESS CPP-723 pit

PRES 9c TO 

CPP

CONTENT (PER MO)

Blaw Knox
Pritchard
1953
1230-B21-104-303

PRES & T° 
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FORM INC-2145
(3-71)

!DENT F I CATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

10" VGA 604 AREA CPS'

Off-gas LOCATION WM

WM-182 ACCESS CPT'-721

WM-383 (in CT's'-721)

WASTE SOURCE (AT WM-182

Instrument air purge from.

WM-182

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

347 SS

rsi 151

Unknown, r‘i -16 I

VOL(GAL/MO) FREQ. 

10 cu. ft. Cont.

per hour

CONSTRUCTION

DESIGN CO,

CONST, CO.

DATE

DRAWINGS

CONTENT  (PER MO) 

Air

PRES & T° 

Blaw Knox
Pritchard
1953
1230-B21-104-286-4

Not labeled

Same label as another line in OPP-723 pit.

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

4" VGA 1001

Off-gas

10" VGA 1001 control

4" VGA 602

WASTE SOURCE (AT WM-186

Instrument air purge from

WM-186

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

34Y SS
110

1Y
(-) Y

t-2„

Concrete pipeway

pit#1, Condenser
pit#1

VOL. (GA LiN1 0) FREQ. 

10 cu. ft. Cont.

per hour

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAW I NOS

Also labeled 4” VON 1001 on drawings.

AREA

LOCATION

ACCESS

CPS'

WM

Div. box B-8

CONTENT (PER MO) 

Air

Blom Knox
Pritchard

1 53
12
9
30-E21-104-286-4

1230-B21-104-287-3

PRES & T° 
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FORM INC-2145
(3...71) IDAHO NUCLEAR CORPORATION

9ATALO9UE OF BURIED WASTE LINES

IDENTIFICATION 10" VGA 1001 AREA CPP

CLASSIFICATION Off-gas LOCATION WM

BURIED FROM WM-186 ACCESS Control pit #1
TO 4" VGA 1001 (pit #1)

WASTE SOURCE (AT WM-186

Instrument air purge from
WM- 186

VOL (GAL/M0) FREQ.

10 cu. ft. Cont.
per hour

CONTENT(PER MO)

Air

PRES & T° 

DESCRIPTION CONSTRUCTION
MATERIAL 347 ss DESIGN CO. Blaw Knox
SCHEDULE 10 CONST. CO. Pritchard
LENGTH 40' DATE 1953
BURIED DEPTH (-) 141-11" DRAWINGS 1230-B21-104-287-3
ENCASEMENT Concrete pipeway 1230-B21-104-306-1

REMARKS Off gas line to vapor pressure relief.

FORM I NC..2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES
2" VGA-1002

Off-gas

CPP 628
4" VGA 1001

c-PP -628

Vents forjets from
tanks WM-182, 3, 4, 5, and 6

AREA C??

LOCATION WM

ACCESS

VOL (GA LAI 0) FREQ. CONTENT(PER MO)

Once
per
day at
tank
jetting

DESCRIPTION CONSTRUCTION

MATERIAL 347 ss DESIGN CO. Blew Knox
SCHEDULE 10 CONST. CO. Pritchard
LENGTH 112' DATE 1953
BURIED DEPTH (-) 6,-9" DRAWINGS 1230-B21-104-286-4

ENCASEMENT

REMARKS Does not appear on CPP-E-3193

PRES & TO 
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FORM INC-2t45 IDAHO NUCLEAR CORPORATION(3-7i)

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 10" VGA 1002 AREA CPP

CLASSIFICATION Off-gam LOCATION WM

BURIED FROM WM-185 ACCESS

TO CPP-722

WASTE SOURCE (AT WM-185 VOL(GAL/MO) FREQ. CONTENT(PER MOZ PRES & T0 

Instrument air purge from 10 cu. ft. Cont. Air
WM-l5. Pressure relief line per hour

from WM-185 to condenser.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS
10
rs; 1251

(-) 20t _611

CONSTRUCTION

DESIGN CO. Blaw Knox
CUNST. co. Pritchard
DATE 1953
DRAWINGS 1230-B21-1042864

FORM INC-2145 IDAHO NUCLEAR CORPORATION(a-71)

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 2" VON 1003 AREA CPP

CLASSIFICATION

BURIED FROM

TO

Off-gas

WM-712
)1-" VGN 602

LOCATION WM

ACCESS

WASTE SOURCE (AT WM-7J  VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES & Tip 

Jet vents from WM-180, 181

DESCRIPTION

MATERIAL 347 SS

SCHEDULE 4o
LENGTH 121 1
BUR ED DEPTH (-) 4'-
EN CAS E ME NT

REMARKS

Used
when
jetting
tanks

CONSTRUCTION

DESIGN CO. Foster Wheeler
CONST. Co. Bechtel
DATE 1951

DRAWINGS 1230-1321-1014-305
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FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINKS 

IDENTIFICATION 10" VGA-,J01 AREA CPP

CLASSIFICATION

SURIED FROM

TO

WASTE SOURCE (AT

Off?-gas

Control pit - 2
WM-188

Instrument air purge from
WM-188

LOCATION tnM

ACCESS Man way 4

VOL(GAL/MO) FREQ. CONTENT(PER MO) PRES &T° 

10 cu. ft Cont. Air
per hour

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor

SCHEDULE 10 CONST. CO. Fluor
LENGTH 1341 DATE 1961

BURIED DEPTH (_) 111.^2" DRAWINGS 1230B21104-287-3

ENCASEMENT 1230""1321-104-306-1

REMARKS Appears to be a continuation of 10" VGA 1301

FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 2" VGN 1202 AREA CPP

CLASSIFICATION Off-gas LOCATION

BURIED FROM CPP-635 ACCESS

TO 3" VGN 1201

WASTE SOURCE (AT

Jet vents from CPP-635 and
WM-187 and WM-188.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 SS
40
96,
(-) 5'-7"

WM

VOL (GAL/MO) FREQ. CONTENT(PER MO) PRES & T° 

Used
Only
when
Jetting
tanks

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-287-3
1230-B21-104- 306-1
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FORM INC--2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 10" VGA 1202 AREA CPP

CLASSIFICATION Off-gas LOCATION WM

BURIED FROM Control pit #2 ACCESS Man way 3
TO WM-187

WASTE SOURCE (AT

Instrument air purge from

WM-187

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

347 SS
10
651
(-) 11'-2"

Concrete pipeway

VOL(GAL/MO) FREQ, CONTENT(PER  MO) PRES & T0 

10 cu. ft. Cont. Air

per hour

CONSTRUCTION

DESIGN CO,

CONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-287-3

1230-B21-306-1

Appears to be a continuation of 10" VGA 1302

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION?" VGA 1301

CLASSIFICATION Off-gas

nupreo FROM
TO

CPP-636
VON 12W

AREA CPP

LOCATION WM

ACcI - SS

WASTE SOURCE (AT  VOL(GAL/MK) FREQ. CONTEN14.E14 M±21 FLIES Ft 7'0 

Set, vents from CPP 636 and
tanks WM-189 and 190

IPT/ON

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCISEMENT

REMARKS

347 ss
40
100'
(-) V-8"

Used only
when
jetting
tanks

CONSTRUCTION

DESIGN CO.

cONST. CO.

DATE

DRAWINGS

Fluor
Fluor
1961
1230-B21-104-287-3
1230-R21-104-306-1

Labeled 2" VON onDwg. 1230-B21-104-306-1 does not appear on

CPP-E-3193
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FORM INC-2145
(3..71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES

IDENTIFICATION 10" VGA 1301 AREA CET

CLASSIFICATION Off-gas LOCATION WM

BURIED FROM Condenser pit 11 ACCESS Man way 5
TO WM-189

WASTE SOURCE (AT

Instrument air purge from
WM-189

VOL (GA 141%40) FREQ. CONTENT (PER MO) 

10 cu. ft Cont. Air
per hour

DESCRIPTION CONSTRUCTION

MATERIAL 347 SS DESIGN CO. Fluor

SCHEDULE 10 CONST. CO. Fluor

LENGTH 188' DATE 1961

BURIED DEPTH (-) 111-4" DRAWINGS 1230-B21-104-287-3

ENCASEMENT Concrete pipeway

REMARKS

FORM INC-2145
(3-71) IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 10" VGA 1302 AREA

CLASSIFICATION

BUR LED FROM

TO

Off-gas

WM-190
Control pit #3

WASTE SOURCE (AT WM-190

Instrument air purge from
WM-190

VOL (GA L/M0) FREQ.

10 cu. ft. Cont.
per hour

LOCATION

ACCESS

CPP

CONTENT (PER MO)

Air

PR ES & T° 

PRES S To 

DESCRIPTION CONSTRUCTION

MATERIAL. 347 SS DESIGN CO. Fluor

SCHEDULE 10 CONST. CO. Fluor
LENGTH 224 DATE 1961

BURIED DEPTH (-) 1V-4" DRAWINGS 1230-B21-104-287-3
ENCASEMENT Concrete pipeway 1230-B21-104-306-1

REMARKS
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FORM INC-2145
(3-7 1)

IDENTIFICATION

CLASS] F I CATION

BURIED FROM

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

12" PWH 1801

Of

WM-180
TO 12" PWM 1812 H

WASTE SOURCE (AT Will- 180

Pressure relief line

DESCRIPTION

MATERIAL.

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

347 SS Spec H
10
81'

(-) 11'-8"
.Part in tile pipe

AR EA CP?

LOCATION WM

ACCESS

VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES & TO 

0 0

CONSTRUCT ION

DESIGN CO.

CONST, CO,

DATE

DRAWINGS

Foster Wheeler
Bechtel
1951

542-41-P750-12

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED WASTE LINES 

12" PWM-1802

Off-gas

WM-180
WM-300 condenser pit

CPP

LOCATION WM

ACCESS

WASTE SOUR CE (AT WM-180 ) VOL (GA Lim 0) FREQ. CONTENT (PER MO) PRES & T0 

WM-180 off gas and 20 cu. ft Cont.

Instrument (III j)urge f.rolf[ per hour
WM-1.80-180

DESCR I pT ION

MATERIAL.

SCHEDULE

LENGTH

BURIED DEPTH

ENC E ME NT

347 SS Spec Y
10
Unknown ,v251
17"-6'

CONSTRUCT ION

DESIGN CO.

CONST, CO,

DATE

DRAWINGS

Foster Wheeler
Bechtel
1951

1230-B21-10k-305
not shown

REMARKS Possibly some steam vapor if temperature increases.
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FORM INC-Z14
(3-49

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

WASTE SOURCE (AT

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURLED WASTE LINES 

12" PWM 1811

Off-gas

WM-181
12" PWM 1832 H

WM-181

Pressure relief line

VOL(GAL/K10)

0

AREA CPP

LOCATION

ACCESS

WM

FREQ. CONTENT(PER MO) PRES & TO 

0

DESCRIPTION CONSTRUCTION

MATERIAL 347 ss DESIGN CO. Foster Wheeler
SCHEDULE 10 CONST. CO. Bechtel
LENGTH 99' DATE 1951
BURIED DEPTH (-) 11'-8" DRAWINGS 542-41-P750-12
ENCASEMENT Part in tile pipe

REMARKS

FORM INC-2145
(3-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

IDAHO NUCLEAR CORPORATION

CATALOGUE OF BURIED won LINES 

12" PWM 1812

!lpff-gas

12" PWM 1811 H, 12" PWM 1801 H
CPP 708 stack

WASTE SOURCE (AT WM-180-181

All instrument air purges from
WM-180 through 190,

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

347 SS
10

fu2-95'
+ 51

Spec H

voL(mAL/mo) 

110 cu. ft.
per hour

AREA CPP

LOCATION WM

ACCESS

FREQ. CONTENT(PER MO) PRES & TO 

Cont. Air possibly
steam vapor

CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWING'S

REMARKS This is a vacuum pressure relief line.

Foster Wheeler
Bechtel
1951
1230-B21-104-305-not shown
542-41-P750-12
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FORM INC-2145 IDAHO NUCLEAR CORPORATION(3-71)
CATALOGUE OF BURIED WASTE LINES 

IDENTIFICATION 4" PWM 2803 AREA CPP

CLASSIFICATION Off-gas

BURIED FROM

TO

WM-300 condenser pit
L PWN 18032C

LOCATION WM

ACCESS

WASTE SOURCE (AT WM-300 CondepservoL(GAL/m0) FREQ. CONTENT (PER MO) PRES & To 

Instrument air purge from 20 cu. ft. Cont. Air
WM-180 and 181 per hour

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

Spec

36'
(-) 11'-11"
Tile pipe

REMARKS Off gas from condenser.

FORM INC-2145
(3.-71)

IDENTIFICATION

CLASSIFICATION

BURIED FROM

TO

CONSTRUCTION

DESIGN CO. Foster Wheeler
CONST, CO, Bechtel
DATE 1951

DRAWINGS 1230-B21-104-305

IDAHO NUCLEAR CORPORATION

CAT/ALOGUE OF BURIED WASTE LINES 

3" PWM 3004

Off-gas

WM-302
4" PWM 180320

AREA GPP

LOCATION WM

ACCESS

WASTE SOURCE (AT  ) VOL (GAL/MO) FREQ. CONTENT (PER MO) PRES & T° 

Instrument air purge from 30 cu. ft. Cont. Air
WM-101, 102, 103 and vent for per hour
WM-302 condenser.

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

REMARKS

347 ss
40

10'
(-) ill

Spec C
CONSTRUCTION

DESIGN CO.

CONST. CO.

DATE

DRAWINGS

ForAer Wheeler
Bechtel
1951
1230-B21-104-305
542-41-250-12
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FORM INC-2145
(3.-71)

IDENTIFICATION

IDAHO NUCLEAR

CATALOGUE OF BVRI

PWN 18032

CLASS! F I CAT I ON Off-gas

BURIED FROM

TO

WASTE SOUR CE (AT

WM-310 condenser pit

12" PWM 1812 H

InstrnmPnt air purge from
WM-180 and 181 and vent for
WM-300 and WM-310 condenter

DESCRIPTION

MATERIAL

SCHEDULE

LENGTH

BURIED DEPTH

ENCASEMENT

CORPORATION

ED WAUWiga.1

AREA CPP

) VOL (GAU/M 0) 

20 cu. ft.
per hour

347 SS Spec C

40

110'

(-) 11'-11"

Part in tile pipe

LOCATION

ACCESS

FR EQ. CONTENT (PER MO)

Cont. Air

CONSTRUCTION

DESIGN CO,

CONST. CO.

DATE

DRAWINGS

REMARKS Also vents from 300 and 310 condenser

Foster Wheeler

Bechtel
1951
1230-B21-104-305

PR ES & T° 
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